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1. INTRODUCTION

This volume contains a database of the results of the computational fluid dynamics (CFD)
simulations for the research done on the National Institutes of Health Ventilation Design
Handbook on Animal Research Facilities using Satic Microisolators.

Section 1 contains an overview of the basic room configuration studied and the variations
considered. It is impossible to present al the data generated by the CFD simulations. The
analysis of all the results produces an enormous quantity of data that would be difficult to present
and interpret in its entirety. This volume contains summaries of the datain several forms.

Section 2 contains histograms of mean values for each room considered, as they apply to both
the scientists’ breathing zone and the cages, for temperature, relative humidity, ,canttiQb4
concentrations.

Section 3 contains rankings of the rooms based on different variables, for example, the selection
of the room configuration with the lowest Migoncentrations in the cages.

Section 4 contains a two page summary of each room simulation, including a description of the
room, mean values and standard deviations for all parameters, and histograms showing the
distribution of values in the cages.

1.1 Outline of CFD Basdine M odd

A typical animal research facility of average size, air change rate, rack layout, mouse population,
pressurization, and so on, was modeled as the baseline model for the CFD simulations. The
general features of the room are shown in figure 1.01 and are listed below.
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Figure 1.01 Overall Layout of Animal Room Basecase

Description in brief

The general features of the basecase room model were:

Room: 6.10m x 3.60mx 4.22m (20’ 0" x 12' 0" x 9’ 0")
Door in short wall
Sink in corner
Laminar flow change station
5 racks

Cages. Microisolator (with filter top) mouse cage
5 mice per cage

Rack: Static system
6 shelves per rack
7 cages per shelf (42 cages per rack)
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Supply: 2 radial supplies each providing 270cfm (0.13m%s) for atotal of 15 ACH
Supply discharge temperature of 18.8 °C (66 °F), set such that the exhaust air
temperature was 22.2 °C (72.0 °F)
61 percent relative humidity (to provide 50 percent RH at 22 (Z2.0°F)
Exhausts: 2 ceiling level exhausts removing 220cfm (0%tsheach
Makeup Air: 100cfm (0.047ri¥s) coming from around the door

Overall Geometry

In the majority of the cases considered, the animal room occupied a floor area of 6.10m (20’ 0”)
x 3.66m (12’ 0”). In some cases that were considered, the width of the room was increased from
3.66m to 4.22m (14’ 0”). The ceiling height in all cases was 2.74m (9’ 0”). There was only one
door in the room, mounted centrally on one of the short walls.

In all the displacement ventilation systems considered in this project, air was introduced through
ceiling mounted diffusers. All devices were mounted flush with the ceiling surface; there was no
ductwork present within the upper room volume. The various diffuser types considered in this
project were all modeled using a combination of several boundary conditions that were validated
previously (see volume I, section 4.2.2). All the air exited through general exhausts. The number
and locations of the exhausts were varied. In line with common practice, there was an imbalance
between the amount of air supplied to the room and exhausted from the room. This leads to an
overall pressurization of the room relative to the rooms or corridors surrounding the room. The
relative level of pressurization was a parameter considered in this study. The makeup air to
compensate for the supply/exhaust imbalance was allowed to enter or leave the room through
6.35e-3m (0.25”) gaps on three sides of the door.

The rooms considered in this project all contained five animal cage racks. The rooms also
contained one of two alternative design change stations. A fuller description of these items is
given below. The only other item within the room was a sink of 0.61m (24”) x 0.61m (24") x
0.81m (32”) that was situated in one of the corners to the room.

In all cases, the room was considered under dark period conditions, i.e., the lights were off and
produced no additional heat load to the room. Dark period conditions were chosen because early
experimental work had indicated that heat,,Cé&hd NH generation were higher in the dark
period compared with periods in which the lights were on.

Rack Model

The overall dimensions of the rack were 1.52m (60”) x 0.61m (24”) x 1.83m (72") high, as
shown in figure 1.02. There were six shelves in the rack. The spacing of the shelves was 0.32m
(12.75”) from top surface to top surface, with the lowest shelf at a height of 0.21m (8.25”) above
the floor. The shelves were modeled as thin rectangular blocks. Details, such as the connecting
ties between the shelves and the rollers on which the racks move, were not modeled because
their effect on the overall flow field and gas concentration distributions was considered
insignificant.
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Figure 1.02 CFD Model of Cage Rack

Located on the shelves of the racks were representations of the animal cages, shown in figure

1.02. The dimensions of the cage were 0.27m (10.7”) x 0.16m (6.38”") x 0.21m (8.39”) high,
which maintained the volume of the original cage that had sloped sides. The sides of the cage
were modeled as thin plates, with the thickness and conductivity of the plates set to those of the
physical cage polycarbonate. The water bottle and food normally found in a cage were modeled
as a single block in order to reduce the computational overhead. The volume of the block was the
same as that of the bottle and food combined. The bedding of the cage was included as a
rectangular block of 0.27m (10.7”) x 0.16m (6.38") x 1.27e-2m (0.5").

The mice were modeled as a block of 0.11m (4.25”) x 8.57e-2m (3.38”) x 0.22m (0.88"), the
same representation that was used in the experimental cage wind tunnel tests (see volume I,
section 4.1.1). This simulated the effect of ‘huddling’ by the mice. The surface temperature of
the block was fixed at 30.0 °C (86.0 °F), which is agreed to be a typical mouse body surface
temperature.

Surrounding this block, a source of £@as defined at 2.12e-7 kg/s (0.76g/hr), which was based
on the generation rate indicated for the dark period in the early tests on the effect of the
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photoperiod on the mice. The supply air was assumed to have a zero concentration of CO, This
source alowed the additional concentration of CO; in the air to be calculated in the ssmulation. It
also allowed the concentration of NH3, among other things, to be calculated by scaling even
though it has a different molecular weight from both air and CO,. This was possible as the
magnitude of the source was very small and the resulting concentrations were so low as to have a
negligible effect on the density of the mixture of air, CO,, and NHs. In effect, the CO, and NH3
are intimately mixed with, and flow with, the air.

Experimental data later showed the generation rate of CO, was actually higher than the source
used in the CFD simulations at 0.90 g/hr/100g mouse body weight. This means the concentration
of CO; in the room and cages was derived from the simulated concentration multiplied by a
scaling factor (0.90/0.76). The concentrations of NH3 in both the cages and the room were also
derived by scaling the concentration with a factor specified in the post-processing of the data.
This factor was assumed to vary according to the number of days that passed since the bedding
in the cage was changed, along with the average relative humidity in the cages. See volume I,
section 4.2.1.2 for the experimental determination of the factors.

Background levels of CO, and NH3 were assumed to be zero. This means that al values quoted
in the CFD section of the report are relative to the background level. If an absolute value for CO»
is required, an additional amount in the range of 300ppm to 700ppm should be added for most
locations.

The remaining cage boundary conditions are associated with the transfer mechanisms for

air/gases to enter/leave the cage. The cracks at the side of the cage were modeled as 6.35e-3m

(0.25") high planar resistances, with the loss coefficient for these resistances having been
determined from the cage wind tunnel CFD simulations (see volume | section 4.2.1.2). The top
of the cage, which was filtered, was defined as a combination of a planar resistance and a planar
source. The determination of the loss coefficient for the resistance, and the coefficient for the
source has been outlined (see volume I, section 4.2.1.1).

The spacing of the cages on the shelves was dependent on whether the racks were single density
(7 cages per shelf), or double density (14 cages per shelf). In the single density cases, the cages
were centrally located in the short dimension, and equally spaced in the long dimension. The
spacing was 4.88e-2m (1.92”) from corner of cage to corner of adjacent cage. In the double
density racks, the cages were equally spaced in both the long and short dimensions. The spacing
was 2.20e-2m (0.87”) and 4.88e-2m (1.92"), respectively.

Change Station Model

Two alternative change stations were considered in this project. Both stations were constructed
primarily from rectangular blocks and triangular prisms. The internal structure and flow field
were of no concern in this project. It was only the effect of the station on the room airflow that is
of importance.

The first design is shown in figure 1.03. The station had overall dimensions of 1.32m (52”) x
0.86m (34”) x 1.83m (72"). This design was effectively passive in terms of direct flow field
interaction. In particular, the station internally recirculated a flow of 350 cfm (1.65&/)m
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with only 10 percent leakage defined at the sash opening. The makeup air intake for this leakage
was mounted at the side of the station. The station dissipated heat that was expected to affect the
room’s overall flow field. In particular, the station contributed a load of 720W to the room. This
heat was mostly confined to the lower portion of the station where the motor was located.

Figure 1.03 Original Change Station Design

Due to concerns raised over the relative passiveness of the first station design, a second design
was considered, as is displayed in figure 1.04. The station had overall dimensions of 1.50m (59”)
x 0.86m (34”) x 1.93m (76") high. This station also recirculated air, at 300 cfm (1.42¢s),m

but discharged a much higher percentage than the first design. In particular, 200 cfm (9.44e-2
m* s) was discharged through grilles at the top of the station. The air makeup to compensate for
this discharge was mounted at the front sill at the opening to the station. The station dissipated
660W, and this heat was considered to be added to the air discharge at the top of the station.
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Figure 1.04 Alternative Change Station Design

Modeling Assumptions

Solar load was not modeled through the walls of the room.

The floor, ceiling, and walls were assumed to have no heat transfer, i.e., the surrounding
areas were assumed to be at the same temperatures.

All surfaces were treated as smooth when cal culating surface friction.

The sink in the animal room was modeled as a single rectangular block. The recess formed
by the shape of the sink was not modeled because the effect of the recess would be negligible
on the overall flow field within the room.

No lighting was assumed in the animal room simulations. The reason for this was that higher
CO, and NH3 emissions occur during dark (scotophase) conditions (see volume |, section
4.1.2.8.1 and appendix I, sections 3.4.1.9 and 3.4.1.10).
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1.2

The animal room was intended to be kept at 22.2 °C (72.0 °F), with temperature control
performed on the exhaust air temperature.

No leakage occurred into or out of the animal room other than that specified though the
cracks around the door.

Air density variations due to temperature were negligible. Density variation was therefore
ignored in all terms apart from in the momentum term for the vertical velocity component.
This is known as the Boussinesq approximation.

The levels of C@ and NH were so diluted in the whole room simulations, even at their
source, that the variation of the mixture density due to differing molecular weights was
negligible.

Whole Room Configurations

To investigate a range of parameters, the basic model described in section 1.1 was modified.
Wherever possible, only one parameter was varied at a time to fully assess the effect.

The list of room runs as they were considered is given in table 1.01. Parameters considered in
this report are as follows:

Supply Diffuser Type: Three different diffuser types were considered in this project: radial
diffusers, low induction diffusers, and slot diffusers. While all these diffuser types are ceiling
mounted diffusers, the flow patterns resulting from them are fundamentally different. See
volume I, section 4.2.2 and figures 1.05 to 1.07).
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Figure 1.05 Radial Diffuser

Figure 1.06 Sot Diffuser



Volumell - 10 Ventilation Design Handbook on Animal Resear ch Facilities Using Static Microisolators

Figure 1.07 Low Induction Diffuser

» Exhaust Location and Number: Four different exhaust locations were considered: ceiling;
high level, low level on the long walls, and low level on the door wall. The number of
exhausts used in each of these locations was aso considered as a parameter. See figures 1.08

to 1.11.
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Figure 1.08 Ceiling Level Exhausts

Figure 1.09 High Level Exhausts
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Figure1.10 Low Level Exhausts

Figure 1.11 Low Level Exhausts on the Door Wall

* Room Air Change Rate: In addition to the basecase ACH of 15, the following three other
ACH values were considered: 5, 10, and 20 ACH.
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» Change Sation Design and Satus: Two different change station designs were considered, as
outlined above. The two designs were intended to present both a passive and intrusive
influence on the room volume. In the case of the former design, the station was also
considered switched off.

* Pressurization of Room Relative to Corridor: The pressurization of a room is dependent on
the difference between the supply and exhaust flow rates. A higher exhaust rate than supply
leads to negative pressurization of the room; hence, makeup air is supplied to the room via
available transfer mechanisms, namely door cracks. In this project, the amount of makeup air
alowed through the door cracks was varied between 100 cfm (4.72e-1 m®/s) into the room to
100 cfm (4.72e-1 m*/s) out of the room.

* Orientation of Cage Racks in Room: The racks were considered both parallel to the long
walls, and perpendicular to them. See figures 1.12 and 1.13

Figure 1.12 Racks Parallel to Sde Walls
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Figure 1.13 Racks Perpendicular to Sde Walls

Sde Cracks of Cage Sealed Instead of Open: A series of cases was considered in which the
side cracks of the cage were sedled, leaving the cage filter top as the only transfer
mechanism. The main objective was to establish the relative increase in cage NH3; and CO;
levels when the secondary transfer mechanism was removed.

Density of Cages: The number of cages per rack was considered as a parameter. In addition
to the basecase value of 42 cages per rack, a double density 84 cages per rack was also
considered, as was a reduced density of 28 cages per rack. See figures 1.14 and 1.15.
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.
i

Figure 1.14 Double Density Rack

Figure 1.15 Reduced Density Rack

» Location of Change Sation: The location of the change station was swapped with each of the
racks in the room. See figures 1.16 to 1.20.
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Figure 1.16 Change Station Swvapped with Rack 1

Figure 1.17 Change Station Swvapped with Rack 2
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Figure 1.18 Change Sation Svapped with Rack 3

Figure 1.19 Change Sation Svapped with Rack 4
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Figure 1.20 Change Sation swapped with Rack 5

» Rack Grouping: In some series, the racks were considered to be along one wall only, rather
than spread out through the room. See figure 1.21.

Figure 1.21 Rackson One Wall Only

* RoomWidth: Three runs were performed with the room width increased to 4.26m (14’ 0”).
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* Supply Air Temperature: In a few runs the supply air temperature was raised to 22.2 °C
(72.0 °F), at 49 percent RH which would cause the room and exhaust temperatures to be
higher than the design value of the baseline case.
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Table1.01 List of All Whole Room Runs

Case Name Supply Exhaust Change Rack Rack density | Pressureof Supply Supply ACH
Diffuser Type| Location and Station orientation Roomto | Temperature
Number (Design/ Corridor °C (°F)
Status)
Basecase Radial Ceiling (x2) | Thoren/ ON Parallel Single Neg. 100cfm | 18.8 (65.8) 15
Case 02 Radia High (x4) Thoren/ ON Parallel Single Neg. 100cfm | 18.8 (65.8) 15
Case 03 Radial Low (x4) Thoren/ ON Parallel Single Neg. 100cfm | 18.8(65.8) 15
Case 04 Slot Ceiling (x2) | Thoren/ ON Parallel Single Neg. 100cfm | 18.8(65.8) 15
Case 05 Slot High (x4) Thoren/ ON Parallel Single Neg. 100cfm | 18.8(65.8) 15
Case 06 Slot Low (x4) Thoren/ ON Parallel Single Neg. 100cfm | 18.8 (65.8) 15
Case 07 Low Ind Ceiling (x2) | Thoren/ ON Parallel Single Neg. 100cfm | 18.8 (65.8) 15
Case 08 Low Ind High (x4) Thoren/ ON Parallel Single Neg. 100cfm | 18.8 (65.8) 15
Case 09 Low Ind Low (x4) Thoren/ ON Parallel Single Neg. 100cfm | 18.8(65.8) 15
Case 10 Radial Ceiling (x2) | Thoren/ OFF Parallel Single Neg. 100cfm | 20.7 (69.3) 15
Case 11 Radial Low (x4) Thoren/ OFF Parallel Single Neg. 100cfm | 20.7 (69.3) 15
Case 12 Slot Ceiling (x2) | Thoren/ OFF Parallel Single Neg. 100cfm | 20.7 (69.3) 15
Case 13 Slot Low (x4) Thoren/ OFF Parallel Single Neg. 100cfm | 20.7 (69.3) 15
Case 14 Low Ind Ceiling (x2) | Thoren/ OFF Parallel Single Neg. 100cfm | 20.7 (69.3) 15
Case 15 Low Ind Low (x4) Thoren/ OFF Parallel Single Neg. 100cfm | 20.7 (69.3) 15
Case 16 Radial Ceiling (x2) | Thoren/ ON Parallel Single Pos. 100cfm 18.8 (65.8) 15
Case 17 Slot Ceiling (x2) | Thoren/ ON Parallel Single Pos. 100cfm 18.8 (65.8) 15
Case 18 Low Ind Ceiling (x2) | Thoren/ ON Parallel Single Pos. 100cfm 18.8 (65.8) 15
Case 19 Radia Ceiling (x2) | Thoren/ ON | Perpendicular Single Neg. 100cfm | 18.8 (65.8) 15
Case 20 Slot Ceiling (x2) | Thoren/ ON | Perpendicular Single Neg. 100cfm | 18.8(65.8) 15
Case 21 Low Ind Ceiling (x2) | Thoren/ ON | Perpendicular Single Neg. 100cfm | 18.8(65.8) 15
Case 22 Radial Low (x4) Thoren/ ON | Perpendicular Single Neg. 100cfm | 18.8(65.8) 15
Case 23 Slot Low (x4) Thoren/ ON | Perpendicular Single Neg. 100cfm | 18.8(65.8) 15
Case 24 Low Ind Low (x4) Thoren/ ON | Perpendicular Single Neg. 100cfm | 18.8(65.8) 15
Case 25 * Radia Ceiling (x2) | Thoren/ ON Parallel Single Neg. 100cfm | 18.8 (65.8) 15
Case 26 * Slot Ceiling (x2) | Thoren/ ON Parallel Single Neg. 100cfm | 18.8 (65.8) 15
Case 27 * Low Ind Ceiling (x2) | Thoren/ ON Parallel Single Neg. 100cfm | 18.8(65.8) 15
Case 28 Low Ind Low (x4) Thoren/ ON Parallel Single Neg. 100cfm | 16.8 (62.2) 10
Case 29 Low Ind Low (x4) Thoren/ ON Parallel Single Neg. 100cfm | 11.0(51.8) 5
Case 30 Low Ind Low (x4) Thoren/ ON Parallel Single Neg. 100cfm | 19.8 (67.6) 20
Case 31 Radia Low (x4) Thoren/ ON | Perpendicular Double Neg. 100cfm | 17.5(63.5) 15
Case 32 Slot Low (x4) Thoren/ ON | Perpendicular Double Neg. 100cfm | 17.5(63.5) 15
Case 33 Low Ind Low (x4) Thoren/ ON | Perpendicular Double Neg. 100cfm | 17.5(63.5) 15
Case 34 Radial Ceiling (x2) | Thoren/ ON | Perpendicular Double Neg. 100cfm | 17.5(63.5) 15
Case 35 Slot Ceiling (x2) | Thoren/ ON | Perpendicular Double Neg. 100cfm | 17.5(63.5) 15
Case 36 Low Ind Ceiling (x2) | Thoren/ ON | Perpendicular Double Neg. 100cfm | 17.5(63.5) 15
Case 37 Radia Ceiling (x1) | Thoren/ ON Parallel Single Neg. 100cfm | 18.8 (65.8) 15
/ Low (x4)
(Massflowin
50/50 split)
Case 38 Slot Ceiling (x1) | Thoren/ ON Parallel Single Neg. 100cfm | 18.8 (65.8) 15
/ Low (x4)
(Massflowin
50/50 split)
Case 39 Low Ind Ceiling (x1) | Thoren/ ON Parallel Single Neg. 100cfm | 18.8 (65.8) 15
/ Low (x4)
(Massflowin
50/50 split)
Case 40 Radial Ceiling (x4) | Thoren/ ON Parallel Single Neg. 100cfm | 18.8(65.8) 15
Case 41 Slot Ceiling (x4) | Thoren/ ON Parallel Single Neg. 100cfm | 18.8(65.8) 15
Case 42 Low Ind Ceiling (x4) | Thoren/ ON Parallel Single Neg. 100cfm | 18.8(65.8) 15
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Case Name Supply Exhaust Change Rack Rack density | Pressure of Supply Supply ACH
Diffuser Type| Location and Station orientation Roomto | Temperature
Number (Design/ Corridor °C (°F)
Status)
Case 43 Low Ind Ceiling (x2) | Thoren/ ON Parallel Single Neg. 100cim 18.8 (65.8) 15
(rotated by
90°)
Case 44 Radial Ceiling (x2) | Thoren/ ON Parallel Single Neg. 100cim 18.8 (65.8) 15
(rotated by
90°)
Case 45 Radial Ceiling (x2) | Thoren/ ON Parallel Single Neg. 50cfm 18.8 (65|8) 15
Case 46 Radial Ceiling (x2) | Thoren/ ON Parallel Single Neutral 18.8 (65.8) 15
Case 47 Radial Ceiling (x2) | Thoren/ ON Parallel Single Pos. 50cfm 18.8 (65/.8) 15
Case 48 Radial Ceiling (x2) | Thoren/ ON Parallel Single Neg. 100cfn| 18.8 (65.8 15
(swapped with
rackl)
Case 49 Radial Ceiling (x2) | Thoren/ ON Parallel Single Neg. 100cfn| 18.8 (65.8 15
(swapped with
rack?2)
Case 50 Radial Ceiling (x2) | Thoren/ ON Parallel Single Neg. 100cfn 18.8 (65.8 15
(swapped with
rack3)
Casebl Radial Ceiling (x2) | Thoren/ ON Parallel Single Neg. 100cfn 18.8 (65.8 15
(swapped wit
rack4)
Case 52 Radial Ceiling (x2) | Thoren/ ON Parallel Single Neg. 100cfn 18.8 (65.8 15
(swapped wit
rack5)
Case53 Radial Ceiling (x2) Lab. Prod. Parallel Single Neg. 100cfm 18.8 (65.8 15
ON
Case54 Slot Ceiling (x2) Lab. Prod. / Parallel Single Neg. 100cfm 18.8 (65.8 15
ON
Case 55 Low Ind Ceiling (x2) | Lab. Prod. / Parallel Single Neg. 100cfmp  18.8 (65.8] 15
ON
Case 56 Radial High (x4) Lab. Prod. / Parallel Single Neg. 100cfmp  18.8 (65.8] 15
ON
Case 57 Radial Low (x4) Lab. Prod. / Parallel Single Neg. 100cfmp  18.8 (65.8] 15
ON
Case58 Slot High (x4) Lab. Prod. / Parallel Single Neg. 100cfm 18.8 (65.8 15
ON
Case 59 Slot Low (x4) Lab. Prod. / Parallel Single Neg. 100cfm 18.8 (65.8 15
ON
Case 60 Low Ind High (x4) Lab. Prod. / Parallel Single Neg. 100cfmp  18.8 (65.8] 15
ON
Case 61 Low Ind Low (x4) Lab. Prod. / Parallel Single Neg. 100cfmp  18.8 (65.8] 15
ON
Case 62 Low Ind Low (x4) Thoren/ ON | Perpendicular Double Neg. 100gfm 6.6 (43.9) 5
Case 63 Low Ind Low (x4) Thoren/ ON| Perpendicular Double Neg. 100gfm  14.8 (58.6) 10
Case 64 Low Ind Low (x4) Thoren/ ON | Perpendicular Double Neg. 100gfm  18.9 (66.0) 20
Case 65 Low Ind Low (x4) Lab. Prod. /| Perpendiculal Double Neg. 100cfm  17.5 (63.5) 15
ON
Case 66 Low Ind Low (x4) Lab. Prod. /| Perpendiculal Double Neg. 100cfm 6.6 (43.9 5
ON
Case 67 Low Ind Low (x4) Lab. Prod. /| Perpendiculal Double Neg. 100cfm  14.8 (58.6) 10
ON
Case 68 Low Ind Low (x4) Lab. Prod. /| Perpendiculal Double Neg. 100cfm 18.9 (66.0) 20
ON
Case 69 Radial High (x4) Thoren/ ON Parallel Single Neg. 100cfm 18.8 (65.8) 15
/ Low (x4)
(Mass flow
split evenly
amongst

exhausts)
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Case Name Supply Exhaust Change Rack Rack density | Pressure of Supply Supply ACH
Diffuser Type| Location and Station orientation Roomto | Temperature
Number (Design/ Corridor °C (°F)
Status)
Case 70 Slot High (x4) Thoren/ ON Parallel Single Neg. 100cfm | 18.8 (65.8) 15
/ Low (x4)
(Mass flow
split evenly
amongst
exhausts)
Case 71 Low Ind High (x4) Thoren/ ON Parallel Single Neg. 100cfm | 18.8 (65.8) 15
/ Low (x4)
(Mass flow
split evenly
amongst
exhausts)
Case 72 Radial High (x4) Thoren/ ON Parallel Single Neg. 100cfm | 18.8(65.8) 15
/ Low (x2)
(Mass flow
split evenly
amongst
exhausts)
Case 73 Slot High (x4) Thoren/ ON Parallel Single Neg. 100cfm | 18.8 (65.8) 15
/ Low (x2)
(Mass flow
split evenly
amongst
exhausts)
Case 74 Low Ind High (x4) Thoren/ ON Parallel Single Neg. 100cfm | 18.8 (65.8) 15
/ Low (x2)
(Mass flow
split evenly
amongst
exhausts)
Case 75 Radial Ceiling (x1) Lab. Prod. / Parallel Single Neg. 100cfm | 18.8(65.8) 15
/ Low (x4) ON
(Massflowin
50/50 split)
Case 76 ** Radia Ceiling (x2) | Thoren/ ON Parallel Single Neg. 100cfm | 19.2 (66.6) 15
Case 77 ** Slot Ceiling (x2) | Thoren/ ON Parallel Single Neg. 100cfm | 19.2 (66.5) 15
Case 78 ** Low Ind Ceiling (x2) | Thoren/ ON Parallel Single Neg. 100cfm | 19.2 (66.6) 15
Case 79 Radial 2 Door Thoren/ ON Parallel Single Neg. 100cfm | 18.8(65.8) 15
exhausts
Case 80 Slot 2 Door Thoren/ ON Parallel Single Neg. 100cfm | 18.8(65.8) 15
exhausts
Case 81 Low Ind 2 Door Thoren/ ON Parallel Single Neg. 100cfm | 18.8 (65.8) 15
exhausts
Case 82 Radia 2 Door Thoren/ ON Parallel Single Neg. 100cfm | 18.8 (65.8) 15
exhausts
Case 83 Slot 2 Door Thoren/ ON | Perpendicular Double Neg. 100cfm | 17.5(63.5) 15
exhausts
Case 84 Low Ind 2 Door Thoren/ ON | Perpendicular Double Neg. 100cfm | 17.5(63.5) 15
exhausts
Case 85 Radial Low (x4) Lab. Prod./ | Perpendicular Double Neg. 100cfm | 17.5(63.5) 15
ON
Case 86 Slot Low (x4) Lab. Prod./ | Perpendicular Double Neg. 100cfm | 17.5(63.5) 15
ON
Case 87 Radia Low (x4) Thoren/ ON Parallel Reduced Neg. 100cfm | 19.2 (66.6) 15
Case 88 Slot Low (x4) Thoren/ ON Parallel Reduced Neg. 100cfm | 19.2 (66.6) 15
Case 89 Low Ind Low (x4) Thoren/ ON Parallel Reduced Neg. 100cfm | 19.2 (66.6) 15
Case 90 Radial Ceiling (x2) | Thoren/ ON | Perpendicular Single Neg. 100cfm | 18.8(65.8) 15
all 5on1wal
Case 91 Slot Celling (x2) | Thoren/ ON | Perpendicular Single Neg. 100cfm | 18.8 (65.8) 15
all 5on1wal
Case 92 Low Ind Ceiling (x2) | Thoren/ ON | Perpendicular Single Neg. 100cfm | 18.8 (65.8) 15

al 5on1wall
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Case Name Supply Exhaust Change Rack Rack density | Pressure of Supply Supply ACH
Diffuser Type| Location and Station orientation Roomto | Temperature
Number (Design/ Corridor °C (°F)
Status)
Case 93 Radial Ceiling (x2) | Thoren/ ON | Perpendicular Double Neg. 100cfm | 17.5(63.5) 15
all 5on1wall
Case 94 Slot Celling (x2) | Thoren/ ON | Perpendicular Double Neg. 100cfm | 17.5(63.5) 15
all 5on1wal
Case 95 Low Ind Ceiling (x2) | Thoren/ ON | Perpendicular Double Neg. 100cfm | 17.5(63.5) 15
all 5on1wal
Case 96 Radial Ceiling (x2) Lab. Prod./ | Perpendicular Double Neg. 100cfm | 17.5(63.5) 15
ON al5on1wal
Case 97 Slot Ceiling (x2) Lab. Prod./ | Perpendicular Double Neg. 100cfm | 17.5(63.5) 15
ON al5on1wal
Case 98 Low Ind Ceiling (x2) Lab. Prod./ | Perpendicular Double Neg. 100cfm | 17.5(63.5) 15
ON all 5on1wal
Case 99 *** Radia Ceiling (x2) | Thoren/ ON Parallel Single Neg. 100cfm | 22.2(72.0) 15
Case 100 *** Radial Low (x4) Thoren/ ON Parallel Single Neg. 100cfm | 22.2(72.0) 15
Case 101 *** Low Ind Low (x4) Lab. Prod. / | Perpendicular Double Neg. 100cfm | 22.2(72.0) 5
ON

* Sedled cagesinstead of open cages
** Room 4.26m (14’ 0”) wide instead of 3.66m (12’ 0”)

*** Supply air temperature fixed at 22.2 °C (72.0 °F). In all other cases, the exhaust temperature

was set to be 22.2 °C (72.0 °F) by setting the supply air temperature appropriately.
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Table 1.02 Cases Cross-Referenced Against Supply Diffuser Type

Supply Diffuser Type Case Number
Radial Basecase, 02-03, 10-11, 16, 19, 22, 25, 31,
34, 37, 40, 44*, 45-53, 56-57, 69, 72, 75-
76, 79, 82, 85, 87, 90, 93, 96, 99-100
Slot 04-06,12-13, 17, 20, 23, 26, 32, 35, 38, 41,

54, 58-59, 70, 73, 77, 80, 83, 86, 88, 91,
94, 97

Low Induction

07-09, 14-15, 18, 21, 24, 27-30, 33, 36, 39,
42, 43*, 55, 60-68, 71, 74, 78, 81, 84, 89,
92, 95, 9§, 101

* Indicates that diffuser rotated by 90°

Table 1.03 Cases Cross-Referenced Against Exhaust Location and Number

Exhaust L ocation and Number

Case Number

Celling (x2) Basecase, 04, 07, 10, 12, 14, 16-21, 25427,
34-36, 43-55, 76-78, 90-99
High (x4) 02, 05, 08, 56, 58, 60
Low (x4) 03, 06, 09, 11, 13, 15, 22-24, 28-33, 57,
61-68, 85-89, 100-101
Ceiling (x1) / Low (x4) 37-39, 75
(Mass flow in 50/50 split)
Ceiling (x4) 40-42
High (x4)/ Low (x4) 69-71
(Massflow split evenly amongst
exhausts)
High (x4)/ Low (x2) 72-74

(Massflow split evenly amongst
exhausts)

2 Door Exhausts

79-84




Volume Il — Section | — Introduction Page Il - 25
Table 1.04 Cases Cross-Referenced Against Change Station Design and Status
Change Station Case Number
ON* Basecase — 09, 16-101
OFF* 10-15
Thoren Design Basecase —52**, 62-64, 69-74, 76-84, 8/-
95, 99-100
Laboratory Products Design 53-61, 65-68, 75, 85-86, 96-98, 101

*Change in status was only considered for Thoren design change station.
**Cases 10 to 15 had Thoren design change station switched off.

Table 1.05 Cases Cross-Referenced Against Pressurization of Room Relative to Corridor

Pressurization of Room to Corridor Case Number
Neg. 100 cfm basecase —15, 19-44, 48-101
Pos. 100 cfm 16-18
Neg. 50cfm 45
Neutral 46
Pos. 50 ¢cfm 47

Table 1.06 Cases Cross-Referenced Against Pressurization of Room Relative to Corridor

Rack Orientation Case Number
Parallel basecase — 18, 25-30, 37-61***, 69-82, §
89, 99-100
Per pendicular 19-24, 31-36, 62-68, 83-86,101
Perpendicular All 50on 1 Wall 90-98

37 -

*** Cases 48 to 52 had change station swapped with each of five racks.

Table 1.07 Cases Cross-Referenced Against Status of Cage Side Cracks

Status of Cage Side Cracks Case Number
Open basecase — 24, 28-101
Sealed 25-27
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Table 1.08 Cases Cross-Referenced Against Density of Cagesin Rack

Density of Cagesin Rack

Case Number

100

Single basecase — 30, 37-61, 69-82, 90-92, 99-
Double 31-36, 62-68, 83-86, 93-98, 101
Reduced 87-89

Table 1.09 Cases Cross-Referenced Against Room Air Change Rate

Room Air Change Rate (ACH) Case Number
5 29, 62, 66, 101
10 28, 63, 67
15 basecase — 27, 31-61, 65, 69-100
20 30, 64, 68

Table 1.10 Cases Cross-referenced Against Room Width

Room Width (ft) Case Number
12 basecase -75, 79-101
14 76-78

Table 1.11 Cases Cross-Referenced Against Supply Temperature (1)

Supply Temperature

Case Number

Supply Temperature set such that air is
at 22.22°C (72°F) at Exhaust

basecase —98

22.22°C

99-101
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Table 1.12 Cases Cross-Referenced Against Supply Temperature (2)

Supply Temperature Case Number
6.60 62, 66
11.00 29
14.80 63, 67
16.80 28
17.50 31-36, 65, 83-86,93-98
18.80 basecase - 09, 16-27, 37-61, 69-75, 79:82,
90-92
18.90 64, 68
19.20 76-78, 87-89
19.80 30
20.70 10-15
22.22x*** 99-101

**** In these cases, the supply air temperature was set to 22.22 °C (72 °F). In all other cases, the
exhaust air temperature was set to be 22.22 °C (72 °F) by setting the supply air temperature
appropriately.
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2. SUMMARY OF RESULTSOF WHOLE ROOM RUNS
Discussion of these figures and tables can be found in volume I, section 3.1.

Room Breathing Zone Average Temperature (°C)

Temperature (°C)
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Case Number

Figure 2.01 Mean Room Breathing Zone Temperature

Cage Temperature

Temperature (°C)
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Figure 2.02 Mean Cage Temperatures
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Room Breathing Zone Average RH
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Figure 2.03 Mean Room Breathing Zone Relative Humidity (RH)
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Figure 2.04 Mean Cage Relative Humidity (RH)
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Room Breathing Zone Average CO2
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Figure 2.05 Mean Room Breathing Zone CO, Concentration
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Figure2.06 Mean Cage CO, Concentrations
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Room Breathing Zone NH3 ppm on Day 4
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Figure 2.07 Mean Room Breathing Zone NH3z Concentration on Day 4
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Figure 2.08 Mean Cage NH3 Concentration on Day 4
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Day by day room breathing zone average NH3 Day by day room breathing zone maximum NH3

Case Name 1 2 3 4 5 6 7 8 9 10 1 2 3 4 5 6 7 8 9 10

Basecase 0.02 0.04 0.06 0.11 0.18 0.26 0.40 0.49 0.59 0.63 0.07 0.14 0.21 0.40 0.68 1.01 1.51 1.88 225 2.43
Case 02 0.03 0.07 0.10 0.15 0.23 0.32 0.45 0.59 0.76 0.95 0.09 0.18 0.28 0.43 0.63 0.88 1.24 1.64 212 2.65
Case 03 0.03 0.06 0.10 0.14 0.20 0.28 0.38 0.52 0.69 0.90 0.09 0.17 0.27 0.38 0.54 0.75 1.02 1.38 1.83 2.39
Case 04 0.03 0.06 0.10 0.15 0.23 0.32 0.46 0.60 0.77 0.94 0.09 0.17 0.26 0.42 0.62 0.89 127 1.65 210 2.56
Case 05 0.03 0.05 0.08 0.12 0.18 0.25 0.36 0.47 0.60 0.74 0.08 0.16 0.24 0.37 0.56 0.79 112 1.47 1.88 2.30
Case 06 0.04 0.07 0.11 0.16 0.23 0.31 0.43 0.58 0.77 1.01 0.08 0.16 0.25 0.35 0.50 0.69 0.94 1.27 1.69 2.21
Case 07 0.03 0.06 0.09 0.16 0.27 0.41 0.61 0.76 0.91 0.99 0.20 0.38 0.58 1.07 1.79 265 3.97 4.94 5.94 6.46
Case 08 0.03 0.06 0.10 0.16 0.26 0.37 0.54 0.69 0.86 1.01 0.12 0.23 0.35 0.58 0.91 131 1.90 2.43 3.04 3.56
Case 09 0.05 0.09 0.14 0.20 0.28 0.38 0.53 0.71 0.94 1.23 0.14 0.28 0.43 0.62 0.88 121 1.66 2.24 2.98 3.89
Case 10 0.02 0.03 0.05 0.07 0.10 0.14 0.19 0.26 0.33 0.42 0.08 0.16 0.25 0.37 0.53 0.75 1.05 1.39 1.81 2.29
Case 11 0.03 0.05 0.07 0.12 0.19 0.27 0.39 0.51 0.63 0.75 0.12 0.23 0.35 0.57 0.88 127 1.84 2.36 2.96 3.49
Case 12 0.01 0.02 0.03 0.04 0.07 0.10 0.14 0.18 0.23 0.27 0.12 0.23 0.36 0.59 0.92 132 1.92 2.46 3.08 3.63
Case 13 0.02 0.04 0.06 0.11 0.18 0.26 0.39 0.49 0.59 0.64 0.15 0.28 0.44 0.81 1.36 2.01 3.02 3.75 4.51 4.90
Case 14 0.03 0.05 0.08 0.14 021 0.31 0.45 0.58 0.72 0.83 0.12 0.22 0.34 0.58 0.91 132 1.93 2.45 3.04 3.52
Case 15 0.03 0.05 0.07 0.11 0.16 0.23 0.32 0.42 0.55 0.70 0.16 031 0.48 0.71 1.03 1.45 2.02 2.69 3.50 4.43
Case 16 0.02 0.04 0.06 0.10 0.15 0.22 0.31 0.40 0.50 0.58 0.13 0.25 0.39 0.65 1.02 1.48 2.16 2.76 3.43 4.00
Case 17 0.04 0.08 0.12 0.20 0.32 0.46 0.66 0.85 1.06 123 0.10 0.18 0.28 0.47 0.73 1.06 154 197 2.46 2.87
Case 18 0.04 0.08 0.12 0.20 0.32 0.46 0.67 0.85 1.06 125 0.10 0.18 0.28 0.47 0.73 1.05 153 1.96 244 2.86
Case 19 0.03 0.06 0.09 0.16 0.25 0.36 0.54 0.68 0.84 0.96 0.12 0.22 0.35 0.59 0.95 1.38 2.03 2.57 3.16 3.62
Case 20 0.04 0.08 0.12 0.18 0.27 0.39 0.55 0.72 0.92 113 0.09 0.18 0.27 0.43 0.64 0.91 1.29 1.68 215 2.62
Case 21 0.03 0.06 0.10 0.16 0.26 0.37 0.54 0.69 0.85 0.99 0.10 0.19 0.29 0.49 0.77 111 1.62 2.06 2.56 2.98
Case 22 0.03 0.06 0.10 0.14 0.20 0.27 0.37 0.50 0.66 0.86 0.11 0.22 0.34 0.49 0.69 0.97 1.33 1.78 2.36 3.06
Case 23 0.03 0.06 0.10 0.14 0.20 0.28 0.38 051 0.68 0.89 0.09 0.18 0.28 0.41 0.57 0.79 1.08 1.46 1.94 2.54
Case 24 0.04 0.08 0.13 0.18 0.26 0.36 0.49 0.66 0.88 1.15 0.22 0.43 0.67 0.96 1.35 1.87 2.56 3.46 4.59 6.00
Case 25 0.03 0.06 0.09 0.22 0.41 0.63 0.99 1.19 1.36 1.30 0.13 0.24 0.36 0.86 1.60 245 3.83 4.59 5.23 5.01
Case 26 0.02 0.04 0.05 0.16 0.32 0.51 0.81 0.95 1.05 0.92 0.08 0.15 0.23 0.69 1.39 218 3.50 4.10 4.52 3.96
Case 27 0.03 0.06 0.10 0.24 0.45 0.70 1.10 131 1.48 1.39 0.13 0.24 0.37 0.93 1.77 272 4.29 511 5.77 5.40
Case 28 0.06 0.11 0.18 0.25 0.36 0.50 0.68 0.92 1.22 1.59 0.16 031 0.48 0.69 0.97 1.35 1.84 2.48 3.30 4.31
Case 29 0.07 0.14 0.22 0.32 0.44 0.62 0.84 114 1.51 1.97 0.14 0.27 0.42 0.60 0.85 117 1.60 2.16 2.88 3.76
Case 30 0.03 0.06 0.10 0.14 0.20 0.28 0.38 0.52 0.68 0.89 0.13 0.25 0.39 057 0.80 1.10 1.51 2.04 271 3.54
Case 31 0.06 0.11 0.17 0.24 0.35 0.49 0.68 0.90 119 152 0.16 0.32 0.49 0.72 1.04 1.45 2.00 2.68 3.51 4.51
Case 32 0.06 0.13 0.19 0.28 0.39 0.55 0.75 101 134 175 0.18 0.34 0.53 0.76 1.07 1.48 2.02 2.73 3.63 4.74
Case 33 0.07 0.14 0.22 0.32 0.45 0.63 0.86 1.16 154 201 0.22 0.44 0.67 0.97 1.37 1.90 2.60 3.50 4.65 6.08
Case 34 0.07 0.14 0.21 0.41 0.69 1.03 1.55 1.92 2.29 244 0.17 0.32 0.50 0.95 161 2.40 3.63 4.49 5.35 5.70
Case 35 0.06 0.12 0.19 0.34 0.56 0.82 1.21 1.52 1.85 2.06 0.15 0.29 0.45 0.81 1.32 1.95 2.89 3.63 4.41 4.91
Case 36 0.07 0.14 0.21 0.39 0.65 0.96 1.44 1.79 2.15 2.34 0.16 031 0.47 0.88 1.47 218 3.26 4.06 4.88 5.30
Case 37 0.03 0.06 0.09 0.14 021 0.30 0.42 0.55 0.71 0.87 0.09 0.18 0.28 0.43 0.64 0.90 1.28 1.68 215 2.66
Case 38 0.03 0.06 0.10 0.15 0.22 0.32 0.45 0.59 0.75 0.93 0.10 0.20 0.31 0.47 0.70 1.00 1.41 1.85 2.38 2.93
Case 39 0.04 0.07 0.11 0.18 0.27 0.38 0.55 0.71 0.90 1.08 0.13 0.25 0.39 0.62 0.94 1.34 1.91 2.48 3.15 3.80
Case 40 0.01 0.02 0.03 0.06 0.09 0.13 0.20 0.25 0.31 0.35 0.05 0.09 0.13 0.23 0.37 0.54 0.79 1.00 1.23 1.40
Case 41 0.03 0.05 0.08 0.12 0.18 0.26 0.36 0.47 0.61 0.75 0.07 0.14 0.22 0.34 0.50 0.70 0.99 1.30 1.68 2.08
Case 42 0.03 0.06 0.10 0.16 0.23 0.33 0.48 0.62 0.79 0.96 0.10 0.19 0.30 0.47 0.70 1.00 1.43 1.85 2.36 2.87
Case 43 0.03 0.07 0.10 0.17 0.28 0.40 0.59 0.75 0.93 1.06 0.09 0.17 0.26 0.44 0.70 1.01 1.49 1.89 233 2.66
Case 44 0.04 0.07 0.11 0.21 0.35 0.51 0.76 0.95 115 1.27 0.13 0.24 0.37 0.67 111 1.65 2.46 3.07 3.71 4.07
Case 45 0.03 0.05 0.08 0.14 0.23 0.33 0.49 0.62 0.76 0.86 0.13 0.25 0.38 0.67 1.07 1.56 2.30 2.91 3.57 4.05
Case 46 0.02 0.04 0.07 0.12 0.19 0.28 0.42 0.53 0.64 0.72 0.11 0.20 0.31 0.55 0.89 131 1.94 2.44 2.98 3.34
Case 47 0.02 0.04 0.06 0.11 0.18 0.26 0.38 0.48 0.58 0.66 0.09 0.18 0.27 0.48 0.78 114 1.68 2.12 259 2.92
Case 48 0.03 0.07 0.10 0.18 0.30 0.45 0.67 0.84 1.01 111 0.16 0.31 0.47 0.86 1.42 210 3.14 3.92 4.73 5.19
Case 49 0.03 0.05 0.08 0.14 0.23 0.34 0.50 0.63 0.77 0.86 0.13 0.25 0.38 0.68 1.10 1.61 2.38 3.00 3.66 4.11
Case 50 0.03 0.06 0.09 0.14 0.22 0.32 0.46 0.59 0.74 0.86 0.10 0.20 0.31 051 0.79 114 1.65 2.12 2.65 3.11
Case 51 0.04 0.07 0.10 0.18 0.30 0.44 0.65 0.82 1.00 112 0.12 0.23 0.36 0.63 1.03 151 2.23 2.81 3.42 3.83
Case 52 0.03 0.07 0.10 0.18 0.28 0.41 0.60 0.76 0.94 1.07 0.19 0.37 0.57 0.98 1.57 229 3.37 4.26 5.24 5.95
Case 53 0.03 0.06 0.09 0.18 0.32 0.49 0.74 0.91 1.07 1.10 0.09 0.17 0.26 0.53 0.93 1.40 2.14 2.62 3.08 3.18
Case 54 0.03 0.06 0.09 0.17 0.28 0.42 0.62 0.78 0.94 1.03 0.15 0.29 0.44 0.81 1.33 1.97 2.94 3.67 4.43 4.87
Case 55 0.03 0.06 0.09 0.17 0.30 0.45 0.68 0.84 0.99 1.04 0.13 0.24 0.38 0.74 1.26 1.89 2.86 3.53 4.18 4.40
Case 56 0.04 0.07 0.11 0.18 0.29 0.42 0.62 0.79 0.98 112 0.08 0.16 0.25 0.42 0.66 0.96 1.41 179 221 2.54
Case 57 0.03 0.06 0.09 0.13 0.18 0.25 0.34 0.46 0.62 0.81 0.15 0.28 0.44 0.63 0.88 122 1.68 2.26 3.00 3.92
Case 58 0.04 0.07 0.11 0.16 0.22 0.31 0.43 0.58 0.76 0.97 0.13 0.26 0.40 0.58 0.84 117 1.62 2.16 2.83 3.63
Case 59 0.01 0.01 0.02 0.04 0.07 0.11 0.16 0.20 0.24 0.26 0.05 0.09 0.14 0.27 0.45 0.67 1.01 1.25 1.49 1.60
Case 60 0.03 0.06 0.09 0.18 0.32 0.48 0.74 0.90 1.05 1.08 0.09 0.18 0.27 0.56 0.99 1.48 2.27 2,77 3.25 3.33
Case 61 0.04 0.07 0.11 0.16 0.23 0.32 0.45 0.59 0.78 0.99 0.16 0.31 0.48 0.72 1.03 1.45 2.01 2.68 3.50 4.47
Case 62 0.18 0.35 0.53 0.77 1.08 1.50 2.05 277 3.68 4.81 0.47 0.91 1.40 2.02 2.84 3.94 5.39 7.27 9.65 12.61
Case 63 0.11 0.22 0.34 0.58 0.94 1.37 2.02 2.55 3.13 3.54 0.34 0.66 1.01 176 2.83 4.14 6.10 7.71 9.46 10.71
Case 64 0.05 0.09 0.15 0.21 0.29 0.41 0.56 0.75 1.00 1.31 0.17 0.33 0.51 0.73 1.02 142 1.94 2.62 3.48 4.55
Case 65 0.07 0.14 0.21 0.33 0.49 0.70 0.99 1.30 1.65 2,01 0.17 0.32 0.50 0.79 118 1.68 2.39 3.12 3.97 4.85
Case 66 0.17 0.32 0.50 0.72 1.01 1.40 1.91 2.58 3.42 4.47 0.43 0.83 1.28 1.84 2.59 3.59 4.91 6.63 8.81 11.51
Case 67 0.11 0.20 0.31 0.57 0.93 1.37 2.04 2.55 3.10 3.42 0.33 0.63 0.97 1.75 2.88 4.25 6.32 7.92 9.60 10.61
Case 68 0.05 0.09 0.15 0.21 0.29 0.41 0.56 0.75 1.00 1.31 0.14 0.26 0.41 0.59 0.83 115 157 2.12 281 3.68
Case 69 0.03 0.05 0.08 0.12 0.16 0.22 0.31 0.41 0.55 0.72 0.14 0.26 0.41 0.59 0.82 114 1.56 211 2.80 3.66
Case 70 0.01 0.02 0.04 0.06 0.08 0.11 0.16 0.21 0.28 0.35 0.06 0.12 0.19 0.29 0.42 0.58 0.82 1.08 1.41 178
Case 71 0.03 0.05 0.08 0.12 017 0.24 0.34 0.45 0.58 0.74 0.16 0.31 0.48 0.71 1.02 1.43 1.99 2.65 3.46 4.40
Case 72 0.03 0.05 0.07 0.11 017 0.23 0.33 0.43 0.56 0.70 0.13 0.26 0.40 0.60 0.87 1.23 172 2.27 2.95 3.70
Case 73 0.02 0.04 0.06 0.09 0.14 0.20 0.28 0.37 0.47 0.56 0.08 0.15 0.23 0.36 0.55 0.78 112 1.45 1.84 2.22
Case 74 0.02 0.05 0.07 0.11 017 0.24 0.34 0.45 0.57 0.71 0.13 0.25 0.39 0.59 0.88 1.25 177 2.32 2.98 3.68
Case 75 0.03 0.05 0.07 0.13 0.21 0.30 0.45 0.57 0.69 0.79 0.13 0.25 0.39 0.67 1.08 157 2.32 2.93 3.60 4.07
Case 76 0.03 0.06 0.09 0.14 0.23 0.33 0.48 0.61 0.76 0.88 0.12 0.24 0.37 0.62 0.97 1.40 2.04 2.61 3.24 3.77
Case 77 0.03 0.05 0.08 0.13 021 0.30 0.44 0.56 0.70 0.81 0.10 0.19 0.30 0.50 0.79 114 1.67 213 2.64 3.06
Case 78 0.03 0.06 0.09 0.15 0.24 0.35 0.51 0.64 0.79 0.90 0.11 0.21 0.33 057 0.91 133 1.95 2.47 3.04 3.46
Case 79 0.04 0.08 0.13 0.18 0.26 0.36 0.49 0.66 0.87 114 0.10 0.20 0.30 0.44 0.62 0.86 117 1.58 210 2.74
Case 80 0.05 0.09 0.14 0.20 029 0.40 0.54 0.73 0.97 1.27 0.11 0.21 0.32 0.47 0.65 0.91 1.24 1.68 223 2.91
Case 81 0.05 0.09 0.14 0.20 0.28 0.39 0.54 0.72 0.96 1.25 0.14 0.28 0.43 0.63 0.88 122 1.67 2.25 2.99 3.91
Case 82 0.06 0.12 0.18 0.27 0.40 0.56 0.79 1.04 1.35 1.70 0.17 0.34 0.52 0.78 114 1.61 2.25 2.97 3.86 4.86
Case 83 0.09 0.17 0.26 0.49 0.82 1.22 1.84 228 2.73 2.94 0.21 0.41 0.63 118 1.99 295 4.44 5.51 6.60 7.11
Case 84 0.08 0.15 0.24 0.34 0.48 0.67 0.91 123 1.64 214 0.20 0.38 0.59 0.85 1.20 1.67 2.28 3.07 4.08 5.34
Case 85 0.07 0.13 0.21 0.33 0.49 0.70 1.00 1.30 1.65 2.00 0.23 0.45 0.69 110 1.66 236 3.37 4.38 5.57 6.75
Case 86 0.06 0.13 0.19 0.29 0.43 0.61 0.85 113 1.46 1.82 0.20 0.38 0.58 0.89 1.30 1.83 2.57 3.39 4.39 5.49
Case 87 0.02 0.05 0.07 0.10 0.14 0.20 0.27 0.36 0.48 0.63 0.07 0.14 0.21 0.30 0.42 0.59 0.81 1.09 1.44 1.89
Case 88 0.02 0.05 0.07 0.11 0.15 0.21 0.29 0.39 0.51 0.67 0.04 0.09 0.13 0.19 0.27 0.38 0.51 0.69 0.92 1.21
Case 89 0.03 0.06 0.10 0.14 0.20 0.27 0.37 0.50 0.67 0.87 0.11 0.22 0.34 0.49 0.69 0.95 1.30 1.75 233 3.04
Case 90 0.04 0.07 0.11 0.18 0.28 0.40 0.57 0.74 0.93 111 0.15 0.28 0.44 0.70 1.08 1.55 2.24 2.89 3.63 4.33
Case 91 0.03 0.06 0.09 0.14 0.22 0.32 0.46 0.59 0.75 0.89 0.10 0.19 0.29 0.46 0.71 1.03 1.48 1.90 239 2.85
Case 92 0.02 0.04 0.06 0.10 0.15 0.22 0.31 0.41 0.52 0.63 0.08 0.15 0.24 0.37 0.56 0.80 114 1.48 1.88 2.29
Case 93 0.05 0.09 0.13 0.24 0.38 0.56 0.82 1.04 127 1.43 0.19 0.37 0.56 0.98 1.59 233 3.43 4.33 5.30 5.98
Case 94 0.06 0.12 0.18 0.31 0.49 0.71 1.04 133 1.64 1.89 0.17 0.33 0.51 0.87 1.38 201 2.94 3.73 4.61 5.31
Case 95 0.04 0.07 0.11 0.18 0.29 0.41 0.60 0.77 0.96 111 0.15 0.28 0.44 0.74 1.16 1.68 2.44 3.12 3.87 4.49
Case 96 0.05 0.10 0.16 0.28 0.46 0.68 1.01 127 1.54 1.70 0.15 0.28 0.44 0.79 1.30 191 2.85 3.56 4.32 477
Case 97 0.06 0.11 0.17 0.29 0.46 0.67 0.98 125 1.54 1.79 0.15 0.30 0.46 0.77 1.22 177 2.59 3.29 4.08 4.72
Case 98 0.04 0.08 0.13 0.23 0.39 0.57 0.85 1.06 1.29 1.42 0.18 0.34 0.52 0.94 1.54 228 3.39 4.24 5.14 5.68
Case 99 0.01 0.03 0.04 0.06 0.09 0.12 0.16 0.22 0.29 0.38 0.06 0.12 0.19 0.28 0.39 0.54 0.74 1.00 1.33 173
Case 100 0.02 0.04 0.06 0.09 0.13 0.18 0.24 0.32 0.43 0.56 0.10 0.19 0.30 0.43 0.61 0.84 1.16 1.56 2,07 2.71
Case 101 0.15 0.29 0.44 0.64 0.90 1.25 171 2.30 3.06 4.00 0.41 0.80 1.24 1.78 251 3.48 4.76 6.42 8.53 1115

Table 2.01 Room Bregthi ng Zone NH3; Mean and Maximum Concentrations for 10 Days
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Day by day cage average NH3 Day by day cage maximum NH3

Case Name 1 2 3 4 5 6 7 8 9 10 1 2 3 4 5 6 7 8 9 10

Basecase 1.15 218 3.37 6.33 10.66 15.82 23.78 2951 3535 38.09 1.67 317 4.89 9.19 1547 2296 3453 4284 51.32 5530
Case 02 0.89 1.72 2.66 4.03 5.92 8.35 11.72 15.45 19.99 25.01 1.29 251 3.87 5.87 8.61 12.14 17.05 22.48 29.08 36.39
Case 03 0.82 1.59 2.45 3.53 4.96 6.88 9.41 12.70 16.87 22.05 1.34 2.61 4.03 5.81 8.16 11.32 1550 20.90 27.76 36.29
Case 04 0.90 1.73 2.67 4.18 6.29 8.96 12.75 16.61 2117 2580 1.20 232 3.58 5.62 8.45 12.03 17.13 22.31 28.44 34.67
Case 05 0.91 1.76 272 4.23 6.32 8.99 12.75 16.66 21.31 26.14 1.22 2.36 3.64 5.67 8.46 12.03 17.07 22.30 28.53 34.99
Case 06 0.86 1.67 2.58 3.72 5.22 7.24 9.92 13.37 17.76  23.22 1.38 2.68 4.13 5.95 8.37 11.60 15.88 21.42 28.44 37.18
Case 07 1.24 2.35 3.62 6.71 11.21 16.60 2487 3095 37.22 40.46 1.80 3.43 5.28 9.79 16.35 2420 36.26 4513 54.28 59.00
Case 08 0.98 1.89 2,92 4.83 7.53 10.88 1579 20.22 2523 29.56 1.39 267 4.12 6.81 10.62 1534 2226 2850 3557 41.68
Case 09 0.90 1.75 2.69 3.88 5.46 7.57 10.36 13.97 18.55 24.25 1.52 2.97 4.57 6.59 9.27 12.86 17.60 23.74 31.53 41.21
Case 10 111 2.14 3.31 4.94 7.17 10.06 14.03 18.61 24.25 30.72 1.67 3.24 5.00 7.47 10.83 1520 21.20 28.12 36.65 46.42
Case 11 111 2.14 3.30 5.42 8.40 12.10 17.51 22.48 28.16 33.21 1.53 2.94 4.53 7.43 11.51 16.59 24.01 30.82 38.60 45.52
Case 12 1.16 2.23 3.45 5.66 8.78 12.66 18.32 23.52 29.43  34.67 1.59 3.06 4.72 7.75 12.02 17.33 25.09 3220 40.30 47.47
Case 13 1.33 2.52 3.89 7.21 12.05 17.85 26.75 3329 40.02 43.47 1.60 3.04 4.68 8.69 1452 2150 3223 40.10 4821 5237
Case 14 117 2.24 3.46 5.82 9.17 13.30 1940 2473 30.67 3551 1.38 2.65 4.09 6.88 10.84 1572 22,94 2923 36.26 41.99
Case 15 111 2.14 3.31 4.94 717 10.06 14.03 1861 2425 30.72 1.67 3.24 5.00 7.47 10.83 1520 21.20 28.12 36.65 46.42
Case 16 117 2.24 3.45 5.76 9.02 13.05 1899 2426 3019 3520 1.65 3.16 4.88 8.13 12.74 1843 26.82 34.26 42,65 49.71
Case 17 0.96 1.84 2.83 4.71 7.38 10.67 15.52 19.84  24.70 28.82 1.30 2.49 3.84 6.40 10.01 14.49 21.07 26.93 33.54 39.13
Case 18 0.94 1.81 2.79 4.62 7.19 10.39 15.07 19.30 24.10 28.27 1.28 2.47 3.80 6.28 9.78 14.12 2048 26.24 32.77 38.44
Case 19 0.91 1.75 2.69 4.61 7.36 10.72 15.74 19.95 2459 28.11 1.24 2.38 3.67 6.29 10.04 14.63 21.46 27.21 33.53 38.34
Case 20 0.87 1.68 2.58 4.04 6.06 8.62 12.26 1598 2040 24.94 1.23 2.38 3.67 5.74 8.60 12.25 17.41 22,70 28,98 3542
Case 21 0.95 1.83 2.82 4.73 7.44 10.79 1572 20.05 2490 28.90 1.35 2.59 3.99 6.69 1052 1524 2222 28.34 3520 40.85
Case 22 0.87 1.69 2.60 3.77 5.34 7.42 1020 1371 1813 23.55 137 2.66 4.09 5.94 8.41 11.69 16.06 2159 2857 37.11
Case 23 0.86 1.67 2.58 3.71 5.22 7.24 9.91 13.37 17.76  23.22 133 2.58 3.98 5.74 8.07 11.19 1532 20.67 27.45 3588
Case 24 0.98 191 2.94 4.24 5.96 8.26 11.30 1525 20.25 26.47 157 3.06 4.72 6.80 9.56 13.26 18.14  24.47 3250 4249
Case 25 1.64 3.04 4.69 11.05 20.64 31.63 49.49 59.31 67.59 64.80 2.15 3.99 6.15 14.47 27.02  41.42 64.81 77.66 88.51 84.85
Case 26 2.25 4.02 6.20 18.42 37.17 58.21 93.38 109.47 120.68 105.66 273 4.90 7.55 22.42 4523 70.83 113.63 133.21 146.85 128.57
Case 27 1.75 3.21 4.95 12.31 23.47 36.19 57.03 67.91 76.69 71.78 2.51 4.61 7.11 17.70  33.74 52.03 81.98 97.63 110.26 103.19
Case 28 0.91 1.77 273 3.93 5.53 7.67 1050 1416 18.81 24.59 141 2.74 4.22 6.08 8.56 11.86 16.24 21.90 29.09 38.02
Case 29 0.92 1.79 2.75 3.97 5.58 7.74 1059 14.28 1897 24.80 133 2.59 3.99 5.75 8.08 11.21 1534 20.70 27.49 3593
Case 30 0.87 1.69 2.60 3.75 5.27 7.31 10.01 13550 17.93 23.44 1.34 2.61 4.02 5.79 8.15 11.30 1547 20.86 27.71 36.22
Case 31 1.01 1.96 3.02 4.45 6.37 8.89 12.30 16.44 2159 27.73 1.48 2.87 4.43 6.52 9.33 13.03 18.02 24.08 31.63 40.61
Case 32 0.91 1.77 273 3.93 5.53 7.66 10.49 14.15 18.79 24.57 1.45 2.82 4.35 6.27 8.82 12.23 16.74 22.59 30.00 39.21
Case 33 1.03 2.00 3.08 4.44 6.24 8.66 11.85 1598 21.23 27.75 1.63 3.17 4.89 7.05 9.91 13.74 18.81 25.37 33.69 44.04
Case 34 1.01 1.92 2.96 5.66 9.63 14.34  21.65 26.77 3190 34.00 1.44 272 4.20 8.03 13.66 20.34 30.71 37.96 4524 48.23
Case 35 0.93 1.78 2.75 4.90 8.01 11.77 17.46 21.92 26,67 29.69 1.43 272 4.20 7.49 12.24 17.99 26.70 3351 40.76 45.38
Case 36 1.00 1.90 2.93 5.44 9.09 13.47 2019 2512 3019 3278 1.38 2.63 4.05 7.51 1256 18.60 27.88 34.69 4170 45.28
Case 37 0.90 1.74 2.68 4.13 6.14 8.70 1231 1612 2070 2555 117 227 3.50 5.41 8.03 11.38 16.10 21.09 27.08 33.42
Case 38 0.93 1.80 277 4.28 6.36 9.02 12,75 1671 2145 26.46 1.39 270 4.16 6.42 9.54 1354 19.15 2508 3219 39.73
Case 39 0.97 1.87 2.88 4.58 6.94 9.92 14.18 18.39  23.33 28.19 141 272 4.19 6.65 10.08 14.40 20.59 26.72 33.89 40.94
Case 40 1.04 2.00 3.08 5.33 8.55 12.48 18.36 23.22 28.53 32.42 1.47 2.81 4.34 7.50 12.02 17.55 25.82 3266 40.12 45.60
Case 41 0.88 171 2.64 4.06 6.01 8.51 12.02 1577  20.28 25.10 1.25 241 3.71 5.72 8.47 11.99 16.93 22.21 28.56 35.36
Case 42 0.91 1.75 2.70 4.25 6.41 9.14 13.03 16.94 2156 26.19 1.33 257 3.96 6.23 9.40 13.40 19.11 2486 31.63 38.42
Case 43 0.98 1.88 2.90 4.96 7.90 11.50 16.87 2140 26.38 30.19 1.28 2.46 3.79 6.49 10.34 15.06 22.09 28.02 3454 39.52
Case 44 1.13 2.14 3.31 6.03 9.97 1471 2196 2743 3315 36.40 1.45 277 4.26 777 12.86 18.98 28.33 3538 4275 46.95
Case 45 1.02 1.95 3.01 5.22 8.40 12.27 18.08 22.84 28.03 3177 1.42 271 4.18 7.26 1168 17.06 2513 31.76 38.96 44.16
Case 46 1.03 1.97 3.03 5.35 8.68 12.72 18.82 23.69 2892 32.44 1.45 278 4.28 7.56 12.26 17.97 26.60 33.48 40.87 45.84
Case 47 1.04 1.98 3.06 5.36 8.67 12.68 18.73 23.62 28.89 3255 1.48 2.84 4.38 7.67 12.40 1815 26.80 33.79 41.34 46.57
Case 48 112 212 3.28 5.98 9.91 14.62 21.83 27.26 3292 36.12 1.44 275 4.24 7.73 12.81 18.91 28.23 3525 4258 46.71
Case 49 1.07 2.05 3.16 5.56 9.02 13.21 19.54 2461 30.06 33.76 1.42 272 4.19 7.37 11.95 17.51 2589 32.60 39.82 44.72
Case 50 0.97 1.86 2.87 4.73 7.36 10.62 1540 19.74 2467 28.99 1.36 2.63 4.05 6.67 10.37 1497 21.70 27.81 3476 40.85
Case 51 1.08 2.07 3.19 5.64 9.17 13.45 1991 2505 30.56 34.22 1.44 274 4.23 7.48 1215 17.82 26.39 33.19 4049 4534
Case 52 0.88 1.69 2.60 4.49 7.20 10.51 1547 1957 24.04 27.33 1.39 2.66 4.09 7.08 11.35 16.56 24.37 30.83 37.88 43.05
Case 53 119 224 3.45 7.02 12.29 18.48 2824 3454 40.56 41.81 1.52 2.86 4.41 8.96 1570 23.61 36.08 44.13 51.82 53.41
Case 54 0.99 1.89 2.92 5.32 8.80 12.98 19.37 2420 2924 3212 1.42 271 4.18 7.61 12.60 18.59 27.75 34.66 41.88  46.00
Case 55 1.09 2.06 3.18 6.22 10.69 15.97 2422 2983 3536 37.24 1.40 2.66 4.09 8.00 13.75 20.55 31.16 38.38 4549 47.92
Case 56 1.00 191 2.94 5.01 7.95 1156 16.93 2150 26.57 30.53 1.36 2.60 4.01 6.82 10.84 1576 23.07 29.31 36.21 41.61
Case 57 0.96 1.88 2.89 4.17 5.87 8.14 1113 1502 1995 26.08 1.43 277 4.28 6.17 8.67 12.02 16.46 2220 29.48 38.54
Case 58 1.04 2.01 3.10 4.58 6.56 9.16 12.68 16.93 2223 2850 1.50 2.90 4.48 6.60 9.45 1321 18.29 2442 3205 41.10
Case 59 1.15 2.19 3.37 6.38 10.78 16.02 2413 2990 3575 38.37 1.46 277 4.27 8.09 13.66 20.30 30.57 37.89 4530 48.62
Case 60 1.27 2.38 3.67 7.56 13.31  20.05 30.71 37.49 43.90 44.97 1.58 2.96 4.57 9.40 16.57 2495 3822 46.66 54.63 55.95
Case 61 1.06 2.07 3.19 4.73 6.81 9.54 13.26 17.64 23.08 29.42 1.47 2.86 4.41 6.54 9.42 13.20 18.33 24.40 31.92 40.69
Case 62 121 2.35 3.63 5.23 7.36 10.20 13.96 18.83 25.01 32.69 176 3.43 5.29 7.62 10.72 14.86 20.34 27.44 36.44 47.64
Case 63 110 211 3.25 5.64 9.08 13.26 19.55 24.69 30.29 34.30 1.80 3.44 5.31 9.23 14.84 21.69 31.96 40.37 49.52 56.09
Case 64 0.94 1.83 2.82 4.07 5.72 7.93 10.85 14.64 1944 2542 1.36 2.65 4.09 5.89 8.28 11.48 1571 21.20 28.15 36.80
Case 65 1.05 2.03 3.12 4.90 7.36 10.48 1492 1944 2479  30.23 1.65 3.19 4.91 7.70 1157 16.49 2346 3057 3897 47.53
Case 66 121 2.35 3.62 5.21 7.33 10.17 1391 1877 2492 3258 1.80 3.51 5.41 7.80 1097 1521 20.82 28.08 37.30 48.76
Case 67 1.14 217 3.34 6.03 9.92 1461 2175 2723 3301 36.49 181 3.45 5.31 9.58 1576 2320 3453 4324 5241 57.95
Case 68 0.96 1.86 2.87 4.13 5.81 8.06 11.03 14.89 19.77 25.84 151 293 4.52 6.52 9.17 12.71 17.40 23.47 31.17 40.75
Case 69 0.91 177 273 3.94 5.54 7.68 10.51 14.17 18.82 24.61 1.34 2.61 4.03 5.81 8.17 11.33 15,50 20.91 27.77 36.30
Case 70 1.02 1.98 3.05 4.58 6.66 9.36 13.08 17.32 2253 28.44 1.43 277 4.28 6.42 9.33 13.12 1833 24.28 31.58 39.88
Case 71 1.03 1.99 3.07 4.56 6.58 9.22 12.82 17.06 22.30 28.39 1.40 272 4.19 6.22 8.97 12.58 17.48 23.26 30.40 38.70
Case 72 0.93 181 2.79 4.22 6.15 8.67 12.14 16.04 2081 26.16 1.39 2.69 4.15 6.27 9.16 12.90 18.06 23.87 30.96 38.92
Case 73 1.03 1.99 3.07 4.87 7.39 10.57 1512 19.61 24.86 30.01 1.42 273 4.22 6.70 10.16 1453 20.78 26.95 34.17 41.25
Case 74 0.99 191 2.94 4.53 6.72 9.53 13.46 17.65 2268 28.03 1.38 2.66 4.11 6.33 9.39 13.31 1881 24.66 31.69 39.17
Case 75 0.97 1.86 2.87 4.98 8.01 11.70 17.24 21.79 26.73  30.30 1.39 2.65 4.09 7.10 11.42 16.69 2458 31.06 38.11 43.20
Case 76 0.98 1.88 2.90 4.85 7.61 11.03 16.07 20.51 2549 29.63 1.28 2.46 3.80 6.36 9.98 14.46 21.07 26.89 33.42 3885
Case 77 0.99 1.90 2.93 4.94 7.78 11.29 16.47 20.98 26.03 30.15 1.40 2.68 4.14 6.96 10.97 1591 2322 2959 36.70 4251
Case 78 1.01 1.94 2.99 5.16 8.25 12.03 17.67 22.38 27.54 31.38 1.39 2.66 4.10 7.05 11.28 16.45 24.17 30.61 37.66 42.92
Case 79 0.86 1.67 2,57 3.70 5.21 7.22 9.88 13.33 17.71 2315 122 2.38 3.67 5.30 7.45 10.33 1413 19.07 2532 33.10
Case 80 0.89 1.73 2.66 3.84 5.40 7.49 1024 1382 1835 23.99 1.40 272 4.19 6.05 8.50 11.79 1614 2177 2891 37.79
Case 81 0.91 1.76 272 3.92 5.51 7.64 1045 1410 1872 24.47 141 275 4.24 6.12 8.60 11.93 1633 22,03 29.25 3824
Case 82 0.87 1.69 2.60 3.92 5.72 8.06 11.28 1491 1935 24.34 1.46 2.83 4.36 6.58 9.59 1351 1891 25.00 3245 40.81
Case 83 0.94 1.78 2.74 5.15 8.67 12.87 19.34 24.01 2875 30.99 161 3.06 4.72 8.87 14.92 2215 3331 41.33 4950 53.35
Case 84 0.96 1.88 2.89 4.17 5.86 8.13 1112  15.00 19.93 26.05 1.54 3.00 4.62 6.67 9.37 13.00 17.79 24.00 31.87 41.66
Case 85 1.01 1.95 3.01 4.76 7.19 10.26 14.64 19.02 24.18 29.32 1.49 2.87 4.43 7.00 10.57 15.09 21.54 27.99 3558 43.14
Case 86 1.00 1.94 2.99 4.54 6.66 9.39 1319 17.39 2250 28.15 170 3.29 5.07 7.70 11.28 1592 2235 2947 3813 47.71
Case 87 0.72 1.41 217 3.13 4.40 6.10 8.35 11.26 1496 19.55 137 2.67 4.12 5.93 8.34 1157 15.84 21.36 28.37 37.09
Case 88 0.81 1.57 242 3.49 4.90 6.80 9.30 1255 16.67 21.78 131 2.55 3.93 5.66 7.96 11.04 1510 20.37 27.06 35.37
Case 89 0.85 1.66 2.55 3.68 5.17 7.17 9.82 1325 17.59  23.00 135 2.63 4.05 5.85 8.22 11.40 15,60 21.04 27.95 36.53
Case 90 0.88 1.69 2.61 4.22 6.48 9.32 13.41  17.29 2177 2593 1.32 2.54 3.92 6.34 9.73 13.98 20.13 2596 32.68 38.92
Case 91 0.90 1.73 2.67 4.33 6.65 9.57 13.79 17.76 22.33 26.55 1.39 2.68 4.12 6.69 10.29 1479 21.32 27.47 3454 41.07
Case 92 0.86 1.65 2.55 4.02 6.06 8.65 12.33 16.04 20.39 2475 1.26 2.43 3.75 5.92 8.93 12.74 18.18 23.63 30.06 36.48
Case 93 0.96 1.84 2.84 4.97 8.02 11.74 1732 21.85 26.75 30.18 1.47 2.81 4.34 7.58 12.24 17.91 26.44 33.35 40.83 46.07
Case 94 0.93 1.78 2.74 4.66 7.38 10.73 1571 19.97 2468 28.40 1.44 277 4.27 7.24 1149 16.70 2444 3106 3840 44.18
Case 95 0.96 1.84 2.84 4.77 7.50 10.87 15.84 2021 25.09 29.12 1.47 281 4.34 7.28 11.44 16,59 24.18 30.84 3830 44.45
Case 96 1.04 1.98 3.05 5.51 9.06 13.35 19.87 2488 30.15 33.32 1.47 2.80 4.31 7.78 12.80 18.85 28.06 3512 4257 47.05
Case 97 0.91 1.75 2.69 4.54 7.16 10.39 1518 19.33 2396 27.70 1.52 292 4.50 7.59 11.98 17.39 25.38 32.33 40.07 46.34
Case 98 1.04 1.98 3.05 5.50 9.05 13.33 19.85 24.85 30.12 33.29 1.44 274 4.23 7.64 12.56 18.50 27.54 34.48 41.79 46.19
Case 99 1.03 2.01 3.10 4.46 6.28 8.70 11.91 16.07 21.34 27.89 1.54 3.00 4.62 6.66 9.36 12.98 17.76 23.96 31.82 41.60
Case 100 0.90 1.75 2.70 3.89 5.47 7.59 10.38 14.01 1861 24.32 172 3.35 5.16 7.43 10.46 1450 19.84 26.77 3555 46.47
Case 101 1.25 2.43 3.74 5.40 7.59 10.53 1440 1943 2581 33.74 1.83 3.56 5.50 7.92 11.14 1545 21.14 2851 37.87 49.50

Table 2.02 Cage NH3; Mean and Maximum Concentrations for 10 Days
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Day by day room breathing zone average NH3

Day by day room breathing zone maximum NH3

Case Name 1 2 3 4 5 6 7 8 9 10 1 2 3 4 5 6 7 8 9 10

Basecase 0.02 0.04 0.06 0.08 0.11 0.16 0.22 0.29 0.39 0.51 0.07 0.14 0.21 0.31 0.43 0.60 0.83 111 1.48 1.93
Case 02 0.03 0.07 0.10 0.15 0.21 0.28 0.39 0.53 0.70 0.91 0.09 0.18 0.28 0.41 0.57 0.79 1.08 1.46 1.94 2.53
Case 03 0.03 0.06 0.10 0.14 0.20 0.28 0.38 0.52 0.69 0.90 0.09 0.17 0.27 0.38 0.54 0.75 1.02 1.38 1.83 2.39
Case 04 0.03 0.06 0.10 0.14 0.20 0.27 0.37 0.50 0.67 0.87 0.09 0.17 0.26 0.38 0.54 0.74 1.02 1.37 1.83 2.39
Case 05 0.03 0.05 0.08 0.11 0.16 0.22 0.30 0.40 0.53 0.69 0.08 0.16 0.24 0.35 0.49 0.67 0.92 1.24 1.65 2.16
Case 06 0.04 0.07 0.11 0.16 0.23 0.31 0.43 0.58 0.77 1.01 0.08 0.16 0.25 0.35 0.50 0.69 0.94 127 1.69 2.21
Case 07 0.03 0.06 0.09 0.13 0.18 0.25 0.34 0.46 0.61 0.80 0.19 0.38 0.58 0.83 117 1.63 223 3.00 3.99 5.21
Case 08 0.03 0.06 0.10 0.14 0.20 0.28 0.38 0.52 0.68 0.89 0.12 0.23 0.35 0.51 0.71 0.99 1.35 1.82 242 3.16
Case 09 0.05 0.09 0.14 0.20 0.28 0.38 0.53 0.71 0.94 1.23 0.14 0.28 0.43 0.62 0.88 121 1.66 2.24 2.98 3.89
Case 10 0.02 0.03 0.05 0.07 0.09 0.13 0.18 0.24 0.31 0.41 0.08 0.16 0.25 0.36 0.50 0.69 0.95 1.28 170 222
Case 11 0.02 0.05 0.07 0.11 0.15 0.21 0.29 0.39 0.51 0.67 0.12 0.23 0.35 0.50 0.70 0.98 1.34 1.80 2.39 3.13
Case 12 0.01 0.02 0.03 0.04 0.05 0.07 0.10 0.14 0.18 0.24 0.12 0.23 0.36 0.52 0.73 1.01 1.39 1.87 2.48 3.25
Case 13 0.02 0.04 0.06 0.08 0.12 0.16 0.22 0.30 0.39 0.52 0.15 0.28 0.44 0.63 0.89 1.23 1.69 2.27 3.02 3.95
Case 14 0.03 0.05 0.08 0.12 0.16 0.23 0.31 0.42 0.56 0.73 0.11 0.22 0.34 0.49 0.70 0.96 1.32 1.78 2.36 3.09
Case 15 0.02 0.05 0.07 0.11 0.15 0.21 0.29 0.39 0.52 0.67 0.16 0.31 0.48 0.69 0.97 1.34 1.83 2.48 3.29 4.30
Case 16 0.02 0.04 0.06 0.08 0.12 0.16 0.22 0.30 0.39 0.52 0.13 0.25 0.39 0.57 0.80 1.10 1.51 2.04 2.70 3.53
Case 17 0.04 0.08 0.12 0.17 0.25 0.34 0.47 0.63 0.83 1.09 0.09 0.18 0.28 0.41 0.57 0.79 1.08 1.46 1.94 2.54
Case 18 0.04 0.08 0.12 0.18 0.25 0.35 0.47 0.64 0.85 111 0.09 0.18 0.28 0.41 0.57 0.80 1.09 1.47 1.95 2.55
Case 19 0.03 0.06 0.09 0.13 0.19 0.26 0.35 0.48 0.63 0.83 0.12 0.22 0.35 0.50 0.70 0.97 1.33 1.80 2.39 3.12
Case 20 0.04 0.08 0.12 0.17 0.24 0.33 0.45 0.61 0.80 1.05 0.09 0.18 0.27 0.39 0.55 0.76 1.05 1.41 1.87 2.45
Case 21 0.03 0.06 0.10 0.14 0.20 0.27 0.37 0.50 0.67 0.87 0.10 0.19 0.29 0.42 0.59 0.82 112 151 2.00 2.62
Case 22 0.03 0.06 0.10 0.14 0.19 0.27 0.37 0.49 0.66 0.86 0.11 0.22 0.34 0.49 0.69 0.95 1.30 1.75 233 3.04
Case 23 0.03 0.06 0.10 0.14 0.20 0.28 0.38 0.51 0.68 0.89 0.09 0.18 0.28 0.41 0.57 0.79 1.08 1.46 1.94 2.54
Case 24 0.04 0.08 0.13 0.18 0.26 0.36 0.49 0.66 0.88 115 0.22 0.43 0.67 0.96 1.35 1.87 2.56 3.46 4.59 6.00
Case 25 0.03 0.06 0.09 0.14 0.19 0.26 0.36 0.49 0.65 0.85 0.12 0.24 0.36 0.52 0.74 1.02 1.40 1.88 2.50 3.27
Case 26 0.02 0.04 0.05 0.10 0.18 0.26 0.40 0.49 0.59 0.62 0.08 0.15 0.23 0.45 0.76 113 171 212 2.52 2.68
Case 27 0.03 0.06 0.10 0.15 0.21 0.30 0.42 0.56 0.72 0.90 0.12 0.24 0.37 0.57 0.83 118 1.65 2.18 2.81 3.51
Case 28 0.06 0.11 0.18 0.25 0.36 0.50 0.68 0.92 1.22 1.59 0.16 0.31 0.48 0.69 0.97 1.35 1.84 2.48 3.30 4.31
Case 29 0.07 0.14 0.22 0.32 0.44 0.62 0.84 1.14 1.51 1.97 0.14 0.27 0.42 0.60 0.85 117 1.60 2.16 2.88 3.76
Case 30 0.03 0.06 0.10 0.14 0.20 0.28 0.38 0.52 0.68 0.89 0.13 0.25 0.39 0.57 0.80 1.10 1.51 2.04 271 3.54
Case 31 0.06 0.11 0.17 0.24 0.34 0.47 0.64 0.86 1.15 1.50 0.16 0.32 0.49 0.71 1.00 1.38 1.89 2.55 3.39 4.43
Case 32 0.06 0.13 0.19 0.28 0.39 0.55 0.75 1.01 1.34 1.75 0.18 0.34 0.53 0.76 1.07 1.48 2.02 2.73 3.63 4.74
Case 33 0.07 0.14 0.22 0.32 0.45 0.63 0.86 1.16 1.54 2.01 0.22 0.44 0.67 0.97 1.37 1.90 2.60 3.50 4.65 6.08
Case 34 0.07 0.14 0.21 0.31 0.43 0.60 0.82 1.10 1.46 1.91 0.17 0.32 0.50 0.71 1.01 1.39 1.91 2.57 3.42 4.47
Case 35 0.06 0.12 0.19 0.27 0.39 0.54 0.73 0.99 131 172 0.15 0.29 0.45 0.65 0.92 1.28 1.75 2.36 3.13 4.09
Case 36 0.07 0.14 0.21 0.30 0.42 0.59 0.80 1.08 1.44 1.88 0.16 0.31 0.47 0.68 0.96 1.33 1.82 2.46 3.26 4.27
Case 37 0.03 0.06 0.09 0.13 0.19 0.26 0.35 0.47 0.63 0.82 0.09 0.18 0.28 0.40 0.56 0.78 1.07 1.44 1.92 2.51
Case 38 0.03 0.06 0.10 0.14 0.20 0.27 0.37 0.50 0.67 0.88 0.10 0.20 0.31 0.44 0.62 0.86 118 1.59 212 2,77
Case 39 0.04 0.07 0.11 0.16 0.22 0.31 0.43 0.58 0.76 1.00 0.13 0.25 0.39 0.56 0.79 1.09 1.50 2.02 2.68 3.51
Case 40 0.01 0.02 0.03 0.05 0.07 0.09 0.13 0.17 0.23 0.30 0.04 0.09 0.13 0.19 0.27 0.37 0.51 0.69 0.92 1.20
Case 41 0.03 0.05 0.08 0.11 0.16 0.22 0.30 0.41 0.55 0.71 0.07 0.14 0.22 0.31 0.44 0.61 0.84 113 1.50 1.97
Case 42 0.03 0.06 0.10 0.14 0.20 0.28 0.38 0.51 0.68 0.89 0.10 0.19 0.30 0.43 0.60 0.83 1.14 1.53 2.03 2.66
Case 43 0.03 0.07 0.10 0.15 0.21 0.29 0.39 0.53 0.70 0.91 0.09 0.17 0.26 0.37 0.52 0.72 0.98 1.32 1.76 2.30
Case 44 0.04 0.07 0.11 0.17 0.23 0.32 0.44 0.60 0.79 1.04 0.12 0.24 0.37 0.53 0.75 1.04 1.42 1.92 2.55 3.33
Case 45 0.03 0.05 0.08 0.12 0.17 0.23 0.31 0.42 0.56 0.74 0.13 0.25 0.38 0.55 0.78 1.08 1.48 1.99 2.64 3.46
Case 46 0.02 0.04 0.07 0.10 0.14 0.19 0.26 0.35 0.47 0.61 0.10 0.20 0.31 0.45 0.63 0.88 1.20 1.62 215 2.81
Case 47 0.02 0.04 0.06 0.09 0.13 0.17 0.24 0.32 0.43 0.56 0.09 0.18 0.27 0.40 0.56 0.77 1.06 1.43 1.89 2.48
Case 48 0.03 0.07 0.10 0.15 0.20 0.28 0.39 0.52 0.69 0.91 0.16 0.31 0.47 0.68 0.95 1.32 1.81 2.44 3.25 4.24
Case 49 0.03 0.05 0.08 0.12 0.16 0.23 0.31 0.42 0.56 0.73 0.13 0.25 0.38 0.55 0.78 1.08 1.48 2.00 2.65 3.47
Case 50 0.03 0.06 0.09 0.12 0.17 0.24 0.33 0.44 0.59 0.77 0.10 0.20 0.31 0.44 0.62 0.87 119 1.60 212 2.78
Case 51 0.03 0.07 0.10 0.15 0.21 0.29 0.40 0.54 0.72 0.94 0.12 0.23 0.36 0.52 0.72 1.00 1.37 1.85 2.46 3.22
Case 52 0.03 0.07 0.10 0.15 0.21 0.28 0.39 0.53 0.70 0.91 0.19 0.37 0.57 0.82 115 1.59 218 2.94 3.90 5.10
Case 53 0.03 0.06 0.09 0.13 0.18 0.26 0.35 0.47 0.63 0.82 0.09 0.17 0.26 0.38 0.53 0.74 1.01 1.36 1.81 2.36
Case 54 0.03 0.06 0.09 0.13 0.19 0.26 0.36 0.49 0.64 0.84 0.15 0.29 0.44 0.64 0.90 1.24 170 2.30 3.05 3.98
Case 55 0.03 0.06 0.09 0.13 0.18 0.25 0.34 0.46 0.61 0.80 0.13 0.24 0.38 0.54 0.76 1.06 1.45 1.95 2.59 3.39
Case 56 0.04 0.07 0.11 0.16 0.22 0.30 0.42 0.56 0.74 0.97 0.08 0.16 0.25 0.35 0.50 0.69 0.94 1.27 1.69 2.21
Case 57 0.03 0.06 0.09 0.13 0.18 0.25 0.34 0.46 0.62 0.81 0.15 0.28 0.44 0.63 0.88 1.22 1.68 2.26 3.00 3.92
Case 58 0.04 0.07 0.11 0.15 0.21 0.30 0.41 0.55 0.73 0.95 0.13 0.26 0.40 0.57 0.80 111 1.52 2.05 2.73 3.57
Case 59 0.01 0.01 0.02 0.03 0.05 0.06 0.09 0.12 0.16 0.21 0.05 0.09 0.14 0.20 0.29 0.40 0.54 0.73 0.97 1.27
Case 60 0.03 0.06 0.09 0.13 0.18 0.25 0.34 0.46 0.61 0.80 0.09 0.18 0.27 0.39 0.55 0.76 1.05 1.41 1.87 2.45
Case 61 0.04 0.07 0.11 0.15 0.22 0.30 0.41 0.56 0.74 0.97 0.16 0.31 0.48 0.70 0.98 1.36 1.86 2.51 3.33 4.36
Case 62 0.18 0.35 0.53 0.77 1.08 1.50 2.05 2,77 3.68 4.81 0.47 0.91 1.40 2.02 2.84 3.94 5.39 7.27 9.65 12.61
Case 63 0.11 0.22 0.34 0.48 0.68 0.94 1.29 174 231 3.02 0.34 0.66 1.01 1.46 2.06 2.85 3.90 5.26 6.99 9.13
Case 64 0.05 0.09 0.15 0.21 0.29 0.41 0.56 0.75 1.00 131 0.17 0.33 0.51 0.73 1.02 1.42 1.94 2.62 3.48 4.55
Case 65 0.07 0.14 0.21 0.30 0.42 0.59 0.80 1.08 1.44 1.88 0.17 0.32 0.50 0.72 1.02 141 1.93 2.60 3.45 4.51
Case 66 0.17 0.32 0.50 0.72 1.01 1.40 1.91 2.58 3.42 4.47 0.43 0.83 1.28 1.84 2.59 3.59 4.91 6.63 8.81 11.51
Case 67 0.10 0.20 0.31 0.45 0.64 0.88 1.21 163 216 2.83 0.32 0.63 0.97 1.40 1.97 2.73 3.74 5.05 6.70 8.76
Case 68 0.05 0.09 0.15 0.21 0.29 0.41 0.56 0.75 1.00 131 0.14 0.26 0.41 0.59 0.83 115 1.57 212 2.81 3.68
Case 69 0.03 0.05 0.08 0.12 0.16 0.22 0.31 0.41 0.55 0.72 0.14 0.26 0.41 0.59 0.82 114 1.56 211 2.80 3.66
Case 70 0.01 0.02 0.04 0.05 0.08 0.10 0.14 0.19 0.26 0.34 0.06 0.12 0.19 0.27 0.39 0.54 0.73 0.99 1.31 1.72
Case 71 0.03 0.05 0.08 0.12 0.16 0.23 0.31 0.42 0.55 0.72 0.16 0.31 0.48 0.69 0.97 1.34 1.83 2.47 3.28 4.29
Case 72 0.02 0.05 0.07 0.11 0.15 0.21 0.29 0.39 0.52 0.68 0.13 0.26 0.40 0.57 0.80 111 1.52 2.05 273 3.56
Case 73 0.02 0.04 0.06 0.08 0.12 0.16 0.22 0.30 0.40 0.52 0.08 0.15 0.23 0.33 0.46 0.64 0.87 118 1.57 2.05
Case 74 0.02 0.05 0.07 0.11 0.15 0.21 0.29 0.39 0.51 0.67 0.13 0.25 0.39 0.56 0.78 1.08 1.48 2.00 2.66 3.48
Case 75 0.02 0.05 0.07 0.11 0.15 0.21 0.29 0.39 0.51 0.67 0.13 0.25 0.39 0.56 0.78 1.08 1.48 2.00 2.66 3.48
Case 76 0.03 0.06 0.09 0.12 0.17 0.24 0.33 0.45 0.59 0.78 0.12 0.24 0.37 0.53 0.75 1.04 1.42 191 2.54 3.32
Case 77 0.03 0.05 0.08 0.11 0.16 0.22 0.30 0.41 0.54 0.71 0.10 0.19 0.30 0.43 0.60 0.84 1.14 1.54 2.05 2.68
Case 78 0.03 0.06 0.09 0.12 0.17 0.24 0.33 0.45 0.59 0.78 0.11 0.21 0.33 0.48 0.67 0.93 1.27 171 2.28 2.98
Case 79 0.04 0.08 0.13 0.18 0.26 0.36 0.49 0.66 0.87 114 0.10 0.20 0.30 0.44 0.62 0.86 117 1.58 2.10 2.74
Case 80 0.05 0.09 0.14 0.20 0.29 0.40 0.54 0.73 0.97 1.27 0.11 0.21 0.32 0.47 0.65 0.91 1.24 1.68 2.23 291
Case 81 0.05 0.09 0.14 0.20 0.28 0.39 0.54 0.72 0.96 1.25 0.14 0.28 0.43 0.63 0.88 1.22 1.67 2.25 2.99 3.91
Case 82 0.06 0.12 0.18 0.26 0.37 0.51 0.70 0.94 1.25 1.63 0.17 0.34 0.52 0.75 1.05 1.46 2.00 2.69 3.58 4.67
Case 83 0.09 0.17 0.26 0.38 0.53 0.73 1.00 135 179 2.34 0.21 0.41 0.63 0.91 1.27 1.77 2.42 3.26 4.33 5.67
Case 84 0.08 0.15 0.24 0.34 0.48 0.67 0.91 123 1.64 2.14 0.20 0.38 0.59 0.85 1.20 1.67 2.28 3.07 4.08 5.34
Case 85 0.07 0.13 0.21 0.30 0.42 0.58 0.79 1.07 1.42 1.86 0.23 0.45 0.69 1.00 1.41 1.95 2.67 3.60 4.78 6.25
Case 86 0.06 0.13 0.19 0.28 0.39 0.55 0.75 1.01 1.34 175 0.19 0.38 0.58 0.84 118 1.64 2.24 3.03 4.02 5.26
Case 87 0.02 0.05 0.07 0.10 0.14 0.20 0.27 0.36 0.48 0.63 0.07 0.14 0.21 0.30 0.42 0.59 0.81 1.09 1.44 1.89
Case 88 0.02 0.05 0.07 0.11 0.15 0.21 0.29 0.39 0.51 0.67 0.04 0.09 0.13 0.19 0.27 0.38 0.51 0.69 0.92 121
Case 89 0.03 0.06 0.10 0.14 0.20 0.27 0.37 0.50 0.67 0.87 0.11 0.22 0.34 0.49 0.69 0.95 1.30 1.75 2.33 3.04
Case 90 0.04 0.07 0.11 0.16 0.23 0.31 0.43 0.58 0.77 1.01 0.15 0.28 0.44 0.63 0.88 1.22 1.68 2.26 3.00 3.92
Case 91 0.03 0.06 0.09 0.13 0.18 0.25 0.34 0.46 0.61 0.80 0.10 0.19 0.29 0.41 0.58 0.80 110 1.48 1.97 2.57
Case 92 0.02 0.04 0.06 0.09 0.13 0.18 0.25 0.33 0.44 0.58 0.08 0.15 0.24 0.34 0.48 0.66 0.90 1.22 1.62 2.12
Case 93 0.04 0.09 0.13 0.19 0.27 0.38 0.52 0.70 0.93 121 0.19 0.37 0.56 0.81 1.14 1.58 217 2.92 3.88 5.08
Case 94 0.06 0.12 0.18 0.26 0.37 0.51 0.70 0.95 1.26 1.64 0.17 0.33 0.51 0.74 1.04 1.44 1.97 2.66 3.53 4.62
Case 95 0.04 0.07 0.11 0.16 0.22 0.30 0.42 0.56 0.75 0.98 0.15 0.28 0.44 0.63 0.89 1.23 1.69 2.27 3.02 3.95
Case 96 0.05 0.10 0.16 0.22 0.32 0.44 0.60 0.81 1.07 1.40 0.15 0.28 0.44 0.63 0.89 1.23 1.68 2.27 3.01 3.94
Case 97 0.06 0.11 0.17 0.25 0.35 0.49 0.67 0.90 1.20 1.56 0.15 0.30 0.46 0.66 0.93 1.29 1.76 2.38 3.16 4.13
Case 98 0.04 0.08 0.13 0.19 0.26 0.37 0.50 0.68 0.90 117 0.17 0.34 0.52 0.75 1.06 1.46 2.00 2.70 3.59 4.69
Case 99 0.01 0.03 0.04 0.06 0.09 0.12 0.16 0.22 0.29 0.38 0.06 0.12 0.19 0.28 0.39 0.54 0.74 1.00 1.33 173
Case 100 0.02 0.04 0.06 0.09 0.13 0.18 0.24 0.32 0.43 0.56 0.10 0.19 0.30 0.43 0.61 0.84 1.16 1.56 2.07 271
Case 101 0.15 0.29 0.44 0.64 0.90 1.25 171 2.30 3.06 4.00 0.41 0.80 1.24 1.78 2.51 3.48 4.76 6.42 8.53 11.15

Table 2.03 Room NH3 Concentrations for 10 Days with Increased Cage Temperature
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Day by day cage average NH3 Day by day cage maximum NH3

Case Name 1 2 3 4 5 6 7 8 9 10 1 2 3 4 5 6 7 8 9 10

Basecase 112 218 3.37 4.85 6.83 9.47 12.96 17.48 2321 30.34 1.63 317 4.89 7.05 9.91 13.74 18.81 2537 33.70 44.05
Case 02 0.89 1.72 2.66 3.83 5.39 7.47 10.22 13.79 18.31 23.94 1.29 2.51 3.87 5.57 7.84 10.87 14.87 20.06 26.65 34.83
Case 03 0.82 1.59 2.45 3.53 4.96 6.88 9.41 12.70 16.87 22.05 1.34 2.61 4.03 5.81 8.16 11.32 1550 20.90 27.76 36.29
Case 04 0.89 1.73 2.67 3.84 5.40 7.49 10.26  13.84 18.38 24.02 119 2.32 3.58 5.16 7.26 10.07 13.78 18.59 24.69 32.27
Case 05 0.91 1.76 272 3.92 5.51 7.64 10.46 1411 18.74  24.50 121 2.36 3.64 5.25 7.38 10.23 14.00 18.89 25.09 32.80
Case 06 0.86 1.67 2.58 3.72 5.22 7.24 9.92 13.37 17.76  23.22 1.38 2.68 4.13 5.95 8.37 11.60 15.88 21.42 2844 37.18
Case 07 121 2.35 3.62 5.22 7.34 10.18 1394 18.80 2497 32,63 176 3.43 5.28 7.61 1071 1485 20.32 2741 36.40 47.59
Case 08 0.97 1.89 2,92 4.21 5.92 8.21 11.23 1515 2012 26.30 1.37 267 4.12 5.93 8.34 1157 1583 21.36 2837 37.08
Case 09 0.90 1.75 2.69 3.88 5.46 7.57 10.36 13.97 18.55 24.25 152 2.97 4.57 6.59 9.27 12.86 17.60 23.74 31.53 41.21
Case 10 110 2.14 3.31 a4.77 6.70 9.29 12.72 17.15 22.78 29.78 1.67 3.24 5.00 7.20 10.13  14.04 19.22 25.92 34.43 45.00
Case 11 110 2.14 3.30 4.76 6.70 9.29 12.71 17.15 22.78 29.77 151 2.94 4.53 6.53 9.18 12.73 17.43 2351 31.22 40.81
Case 12 1.15 2.23 3.45 4.97 6.98 9.68 13.25 17.88  23.75 31.04 157 3.06 4.72 6.80 9.56 13.26 18.15 24.48 32.52 42.50
Case 13 1.30 2.52 3.89 5.60 7.88 1093 1495 2017 2679 35.02 1.56 3.04 4.68 6.75 9.49 13.16 18.01 2430 3227 4219
Case 14 115 2.24 3.46 4.98 7.01 9.72 13.30 17.94 2382 3114 1.36 2.65 4.09 5.89 8.28 1149 1572 2121 2816 36.82
Case 15 110 2.14 3.31 477 6.70 9.29 12,72 1715 2278 29.78 1.67 3.24 5.00 7.20 10.13  14.04 19.22 2592 34.43  45.00
Case 16 115 2.24 3.45 4.98 7.00 9.71 1329 1792 2380 3111 1.63 3.16 4.88 7.03 9.89 1371 18.76 2531 33.62 43.95
Case 17 0.94 1.84 2.83 4.08 5.74 7.96 10.89 14.69 19.52 25.51 1.28 2.49 3.84 5.54 7.79 10.81 1479  19.95 26.49 34.63
Case 18 0.93 1.81 2.79 4.03 5.67 7.86 10.75 14.50 19.26 25.18 127 2.47 3.80 5.48 7.70 10.68 14.62 19.72 26.19 34.24
Case 19 0.90 1.75 2.69 3.88 5.46 7.57 10.36  13.97 1856 24.26 122 2.38 3.67 5.29 7.44 10.32 1413 19.06 25.31 33.08
Case 20 0.86 1.68 2.58 3.72 5.24 7.26 9.94 1341 1781 23.28 122 2.38 3.67 5.29 7.44 10.32 1412 19.05 2530 33.07
Case 21 0.94 1.83 2.82 4.07 5.72 7.93 10.85 14.64 1944 2542 1.33 2.59 3.99 5.75 8.08 1121 1534 20.69 27.48 35.92
Case 22 0.87 1.69 2.60 3.75 5.27 7.30 10.00 1348 1791 2341 1.36 2.66 4.09 5.90 8.30 1151 1575 21.24 2821 36.88
Case 23 0.86 1.67 2.58 3.71 5.22 7.24 9.91 13.37 17.76  23.22 133 2.58 3.98 5.74 8.07 11.19 1532 20.67 27.45 3588
Case 24 0.98 191 2.94 4.24 5.96 8.26 11.30 1525 20.25 26.47 157 3.06 4.72 6.80 9.56 13.26 18.14  24.47 3250 4249
Case 25 1.56 3.04 4.69 6.77 9.51 13.19 18.05 24.35 3235 4228 2.05 3.99 6.15 8.86 12.46 17.28 23.64 31.89 42.36 55.37
Case 26 212 4.02 6.20 11.92 2030 30.25 4571 56.48 67.24 7152 2.58 4.90 7.55 1451 2470 36.81 55.62 68.72 81.82 87.03
Case 27 1.66 3.21 4.95 7.53 11.06 15.62 21.95 28.91 37.36 46.66 2.38 4.61 7.11 10.82 15.90 22.45 3155 4157 53.72 67.08
Case 28 0.91 177 273 3.93 5.53 7.67 1050 1416 18.81 24.59 141 2.74 4.22 6.08 8.56 11.86 16.24 21,90 29.09 38.02
Case 29 0.92 1.79 2.75 3.97 5.58 7.74 1059 14.28 1897 24.80 133 2.59 3.99 5.75 8.08 11.21 1534 20.70 27.49 3593
Case 30 0.87 1.69 2.60 3.75 5.27 7.31 10.01 1350 17.93 23.44 1.34 2.61 4.02 5.79 8.15 11.30 1547 20.86 27.71 36.22
Case 31 1.01 1.96 3.02 4.36 6.13 8.50 11.63 15.69 20.84 27.25 1.48 2.87 4.43 6.38 8.98 12.45 17.04 22.99 30.53 39.90
Case 32 0.91 1.77 273 3.93 5.53 7.66 10.49 14.15 18.79 24.57 1.45 2.82 4.35 6.27 8.82 12.23 16.74 22.59 30.00 39.21
Case 33 1.03 2.00 3.08 4.44 6.24 8.66 11.85 1598 21.23 27.75 1.63 3.17 4.89 7.05 9.91 13.74 18.81 25.37 33.69 44.04
Case 34 0.99 1.92 2.96 4.26 6.00 8.31 11.38 1535 20.39 26.65 1.40 272 4.20 6.05 8.50 11.79 16.14 21.77 2891 37.80
Case 35 0.92 1.78 2.75 3.96 5.57 7.72 1057 1426 1893 2475 1.40 272 4.20 6.05 8.51 11.80 16.16 21.79 28.94 37.83
Case 36 0.98 1.90 2.93 4.22 5.94 8.24 11.27 1520 20.19 26.40 1.35 2.63 4.05 5.83 8.20 11.38 1557 21.00 27.89 36.46
Case 37 0.89 1.74 2.68 3.86 5.43 7.52 10.30 13.89 1845 2411 117 2.27 3.50 5.05 7.10 9.84 13.47 18.17 2413 3154
Case 38 0.92 1.80 277 3.99 5.62 7.79 10.66 14.38 19.10 24.96 1.39 270 4.16 6.00 8.43 11.69 16.00 21.58 28.67 37.47
Case 39 0.96 1.87 2.88 4.16 5.85 8.11 11.09 14.96 19.88 25.98 1.40 272 4.19 6.04 8.49 11.77 16.11 2173 28.87 37.73
Case 40 1.03 2.00 3.08 4.44 6.25 8.66 11.86 16.00 21.24 27.77 1.45 2.81 4.34 6.25 8.79 12.19 16.68 22.50 29.88 39.06
Case 41 0.88 171 2.64 3.80 5.35 7.41 10.15 13.69 18.18 23.76 1.24 241 3.71 5.35 7.53 10.44  14.29 19.28 25.60 33.47
Case 42 0.90 1.75 2.70 3.89 5.47 7.58 10.37 1399 1858 24.29 132 2.57 3.96 5.70 8.02 11.12 1522 2052 27.26 3563
Case 43 0.97 1.88 2.90 4.17 5.87 8.14 11.14 1502 1995 26.08 1.26 2.46 3.79 5.46 7.68 10.65 1458 19.67 26.12 34.15
Case 44 1.10 2.14 3.31 4.76 6.70 9.29 1271 1715 2278  29.77 1.42 277 4.26 6.15 8.64 11.98 16.40 2212 29.38 3841
Case 45 1.00 1.95 3.01 4.34 6.10 8.46 11.58 1562 2074 27.11 1.39 271 4.18 6.03 8.48 11.76  16.09 21.71 28.83 37.69
Case 46 1.01 1.97 3.03 4.37 6.14 8.52 11.66 1573 20.89 27.31 1.43 278 4.28 6.18 8.68 12.04 16.48 22.23 29.53 38.60
Case 47 1.02 1.98 3.06 4.41 6.20 8.60 11.77 1588 21.09 27.56 1.46 2.84 4.38 6.31 8.87 12.30 16.84 22.72 30.17 39.44
Case 48 1.09 212 3.28 4.72 6.64 9.21 12.60 17.00 22,57 29.51 141 275 4.24 6.11 8.59 1191 16.29 21.98 29.19 38.16
Case 49 1.05 2.05 3.16 4.55 6.41 8.88 12.16 16.40 21.78 28.47 1.40 272 4.19 6.03 8.49 11.77 16.10 21.72 28.85 37.71
Case 50 0.96 1.86 2.87 4.14 5.82 8.07 11.05 1490 1979 2587 1.35 2.63 4.05 5.83 8.20 11.38 15,57 21.00 27.89 36.46
Case 51 1.06 2.07 3.19 4.60 6.47 8.97 1227 1656 2199 2875 141 274 4.23 6.09 8.57 11.88 16.26 21.94 29.14  38.09
Case 52 0.87 1.69 2.60 3.75 5.27 7.30 10.00 1348 1791 2341 1.36 2.66 4.09 5.90 8.30 1151 1575 21.24 2821 36.88
Case 53 115 2.24 3.45 4.97 7.00 9.70 13.28 1791 2379 31.09 1.47 2.86 4.41 6.36 8.94 12.39 16.96 22.88 30.39 39.72
Case 54 0.97 1.89 2.92 4.20 5.91 8.20 11.22 1514 20.10 26.28 1.39 271 4.18 6.02 8.47 11.74 16.07 21.68 28.79 37.64
Case 55 1.06 2.06 3.18 4.59 6.45 8.94 12.24 1651 2193 2867 1.36 2.66 4.09 5.90 8.30 1151 1575 21.24 2821 36.88
Case 56 0.98 191 2.94 4.24 5.96 8.27 11.32 1527 20.28 26.51 1.34 2.60 4.01 5.78 8.13 11.27 1543 20.81 27.64 36.14
Case 57 0.96 1.88 2.89 4.17 5.87 8.14 11.13 1502 1995 26.08 1.43 277 4.28 6.17 8.67 12.02 16.46 2220 29.48 3854
Case 58 1.03 2.01 3.10 4.47 6.29 8.73 11.94 1611 2140 27.97 1.49 2.90 4.48 6.45 9.07 12,58 17.22 2323 30.85 40.33
Case 59 112 2.19 3.37 4.86 6.84 9.48 12.97 1750 2324 30.39 1.42 277 4.27 6.16 8.66 12.01 16.44 22,18 29.45 3850
Case 60 1.22 2.38 3.67 5.29 7.45 10.32 1413 19.06 2532 33.09 1.52 2.96 4.57 6.59 9.27 12.85 1758 23.72 3150 41.18
Case 61 1.06 2.07 3.19 4.59 6.46 8.96 12.26 16.54 2196 2871 1.47 2.86 4.41 6.35 8.93 12.39 16.95 22.87 30.37 39.70
Case 62 121 2.35 3.63 5.23 7.36 10.20 13.96 18.83 25.01 32.69 176 3.43 5.29 7.62 10.72 14.86 20.34 27.44 36.44 47.64
Case 63 1.08 211 3.25 4.68 6.58 9.13 12.49 16.85 22.38 29.25 177 3.44 5.31 7.65 10.76  14.92 2042 27.55 36.59 47.83
Case 64 0.94 1.83 2.82 4.07 5.72 7.93 10.85 14.64 1944 2542 1.36 2.65 4.09 5.89 8.28 11.48 1571 21.20 28.15 36.80
Case 65 1.04 2.03 3.12 4.50 6.33 8.78 12.02 1621 2153 2815 1.64 3.19 4.91 7.08 9.96 13.81 1890 2549 33.86 44.26
Case 66 121 2.35 3.62 5.21 7.33 10.17 1391 1877 2492 3258 1.80 3.51 5.41 7.80 1097 1521 20.82 28.08 37.30 48.76
Case 67 111 217 3.34 4.82 6.78 9.40 12.87 17.36 2305 30.13 177 3.45 5.31 7.66 10.77 1493 2043 2757 36.61 47.86
Case 68 0.96 1.86 2.87 4.13 5.81 8.06 11.03 14.89 19.77 25.84 151 293 4.52 6.52 9.17 12.71 17.40 23.47 31.17 40.75
Case 69 0.91 1.77 273 3.94 5.54 7.68 10.51 14.17 18.82 24.61 1.34 2.61 4.03 5.81 8.17 11.33 15,50 20.91 27.77 36.30
Case 70 1.02 1.98 3.05 4.40 6.18 8.58 11.74 1583 21.03 27.49 1.43 277 4.28 6.16 8.67 12.02 16.45 2219 29.48 3853
Case 71 1.02 1.99 3.07 4.43 6.22 8.63 11.81 1593 2116 27.66 1.40 272 4.19 6.03 8.49 11.77 16.10 21.72 28.85 37.71
Case 72 0.93 181 2.79 4.03 5.66 7.85 10.74 1449 1925 2516 1.38 269 4.15 5.99 8.42 11.68 1598 2156 28.63 37.43
Case 73 1.02 1.99 3.07 4.42 6.22 8.62 11.80 1592 2114 2763 141 273 4.22 6.08 8.54 11.85 16.22 21.87 29.05 37.98
Case 74 0.98 191 2.94 4.24 5.96 8.27 1131 1526 2027  26.49 1.37 2.66 4.11 5.92 8.33 1155 1580 21.32 28.32 37.01
Case 75 0.96 1.86 2.87 4.14 5.82 8.07 11.04 1489 19.78 25.85 1.36 2.65 4.09 5.90 8.29 11.50 15.74 21.23 28.20 36.86
Case 76 0.97 1.88 2.90 4.18 5.87 8.15 11.15 15.04 1997 26.11 127 2.46 3.80 5.48 7.70 10.68 14.62 19.72 26.19 34.23
Case 77 0.98 1.90 2.93 4.23 5.95 8.25 11.29 1523 20.23 26.44 1.38 2.68 4.14 5.97 8.39 11.63 15.92 21.47 2852 37.28
Case 78 1.00 1.94 2.99 4.32 6.07 8.42 11.52 1554 20.64 26.98 137 2.66 4.10 5.90 8.30 1151 1576 21.25 28.23 36.90
Case 79 0.86 1.67 2.57 3.70 5.21 7.22 9.88 13.33 17.71 2315 122 2.38 3.67 5.30 7.45 10.33 1413 19.07 2532 33.10
Case 80 0.89 1.73 2.66 3.84 5.40 7.49 10.24 1382 1835 23.99 1.40 272 4.19 6.05 8.50 11.79 1614 2177 2891 37.79
Case 81 0.91 1.76 272 3.92 5.51 7.64 1045 1410 1872 24.47 141 2.75 4.24 6.12 8.60 11.93 16.33 22.03 29.25 3824
Case 82 0.87 1.69 2.60 3.75 5.27 7.31 10.00 1350 17.92 23.43 1.45 2.83 4.36 6.29 8.84 12.26 16.77 22,63 30.05 39.28
Case 83 0.91 1.78 2.74 3.95 5.55 7.70 10.54 1422 18.88 24.68 157 3.06 4.72 6.80 9.56 13.26 18.14 24.48 3251 4249
Case 84 0.96 1.88 2.89 4.17 5.86 8.13 1112 15.00 19.93 26.05 1.54 3.00 4.62 6.67 9.37 13.00 17.79 24.00 31.87 41.66
Case 85 1.00 1.95 3.01 4.34 6.11 8.47 1159 1563 20.76 27.14 1.48 2.87 4.43 6.39 8.98 12.46 17.05 23.00 30.54 39.93
Case 86 1.00 1.94 2.99 4.31 6.06 8.41 1151 1552 2062 26.95 1.69 3.29 5.07 7.31 10.28 14.25 1950 26.31 34.94 4567
Case 87 0.72 1.41 217 3.13 4.40 6.10 8.35 11.26 1496 19.55 137 2.67 4.12 5.93 8.34 1157 15.84 21.36 28.37 37.09
Case 88 0.81 157 242 3.49 4.90 6.80 9.30 1255 16.67 21.78 131 2.55 3.93 5.66 7.96 11.04 1510 20.37 27.06 35.37
Case 89 0.85 1.66 2.55 3.68 5.17 7.17 9.82 13.25 1759  23.00 135 2.63 4.05 5.85 8.22 11.40 15,60 21.04 27.95 36.53
Case 90 0.87 1.69 2.61 3.76 5.29 7.34 10.04 1355 17.99 23.52 131 2.54 3.92 5.65 7.94 11.01 15.07 20.33 27.00 35.30
Case 91 0.89 1.73 2.67 3.84 5.41 7.50 10.26 13.84 18.38 24.02 137 2.68 4.12 5.95 8.36 11.59 15.87 21.40 28.43 37.16
Case 92 0.85 1.65 2.55 3.67 5.16 7.16 9.79 13.21 17.54 22.93 1.25 2.43 3.75 5.41 7.60 10.55 14.43 19.47 2586 33.80
Case 93 0.95 1.84 2.84 4.10 5.76 7.99 10.93 1475 1959 2561 1.45 281 4.34 6.25 8.79 12.19 16.69 22,51 29.90 39.08
Case 94 0.91 1.78 2.74 3.95 5.56 7.71 1055 14.23 1890 24.70 142 2,77 4.27 6.15 8.65 11.99 16.41 22,14 29.40 3843
Case 95 0.95 1.84 2.84 4.10 5.76 7.99 1093 1475 1959 2561 1.45 2.81 4.34 6.25 8.79 12.19 16.69 2251 29.90 39.08
Case 96 1.02 1.98 3.05 4.40 6.19 8.58 11.74 1584 21.04 2751 1.44 2.80 4.31 6.21 8.74 12.12 16,58 22.37 29.71 38.84
Case 97 0.90 1.75 2.69 3.88 5.46 7.57 10.35 13.97 1855 24.25 1.50 2.92 4.50 6.49 9.13 12.65 17.32 23.36 31.03 40.56
Case 98 1.02 1.98 3.05 4.40 6.18 8.57 11.73 1583 21.02 27.48 141 274 4.23 6.10 8.58 11.89 16.28 21.96 29.17 38.12
Case 99 1.03 2.01 3.10 4.46 6.28 8.70 1191 16.07 21.34 27.89 1.54 3.00 4.62 6.66 9.36 12.98 17.76 23.96 31.82 41.60
Case 100 0.90 1.75 2.70 3.89 5.47 7.59 10.38  14.01 1861 24.32 172 3.35 5.16 7.43 10.46 1450 19.84 26.77 3555 46.47
Case 101 1.25 2.43 3.74 5.40 7.59 10.53 1440 1943 2581 33.74 1.83 3.56 5.50 7.92 11.14 1545 21.14 2851 37.87 49.50

Table 2.04 Cage NH3 Concentrations for 10 Days with Increased Cage Temperature
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3. RANKINGS OF RESULTS OF WHOLE ROOM RUNS

3.1 I ntroduction

The following tables present rankings of the results of the CFD room simulations based on Room
(scientists’ breathing zone) and cages mean values fpa@®DNH (day 4) concentrations,
temperature, and relative humidity. The tables start with the case with the lowest value and list
the rest in ascending order. The case number should be used to identify all details of the case.
The supply diffuser type, exhaust location, supply flow rate, and supply discharge temperature
are given to provide a quick overview of the case.

Discussion of these tables can be found in volume I, section 3.3.
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Table3.01 Ranking of Cases with respect to Room Temperature

CaseName Supply Diffuser =~ Exhaust Location | Supply ACH Supply Supply Room Temp Room Temp
Type and Number Temperature (°C) | Temperature (°F) (°C) (°F)
Case 66 Low Ind Low 5 6.6 439 18.6 65.6
Case 62 Low Ind Low 5 6.6 439 19.1 66.5
Case 53 Radial Ceiling 15 18.8 65.8 19.8 67.6
Case 55 Low Ind Ceiling 15 18.8 65.8 19.8 67.6
Case 54 Slot Ceiling 15 18.8 65.8 19.8 67.6
Case 36 Low Ind Ceiling 15 175 63.5 199 67.8
Case 35 Slot Ceiling 15 175 63.5 20.0 67.9
Case 34 Redial Ceiling 15 175 63.5 20.0 67.9
Case 07 Low Ind Ceiling 15 18.8 65.8 20.0 67.9
Case 98 Low ind Ceiling 15 175 63.5 20.0 68.0
Case 96 Radial Ceiling 15 175 63.5 20.0 68.0
Case 97 Slot Ceiling 15 17.5 63.5 20.0 68.0
Case 16 Radial Ceiling 15 18.8 65.8 20.1 68.1
Case 46 Radial Ceiling 15 18.8 65.8 20.2 68.3
Case 67 Low Ind Low 10 14.8 58.6 20.2 68.3
Case 19 Radial Ceiling 15 18.8 65.8 20.2 68.4
Case 18 Low Ind Ceiling 15 18.8 65.8 20.2 68.4
Case 17 Slot Ceiling 15 18.8 65.8 20.2 68.4
Case 94 Slot Ceiling 15 175 63.5 20.2 68.4
Case 95 Low Ind Ceiling 15 17.5 63.5 20.2 68.4
Case 43 | Low Ind (rot 90°) Ceiling 15 18.8 65.8 20.2 68.4
Case 47 Radial Ceiling 15 18.8 65.8 20.3 68.5
Case 93 Radial Ceiling 15 17.5 63.5 20.3 68.5
Case 45 Radial Ceiling 15 18.8 65.8 20.3 68.5
Case 60 Low Ind High 15 18.8 65.8 20.3 68.5
Basecase Radial Ceiling 15 18.8 65.8 20.3 68.5
Case 25 Radial Ceiling 15 18.8 65.8 20.3 68.5
Case27 Low Ind Ceiling 15 18.8 65.8 20.3 68.6
Case 56 Radial High 15 18.8 65.8 20.3 68.6
Case 59 Slot Low 15 18.8 65.8 20.3 68.6
Case 63 Low Ind Low 10 14.8 58.6 20.3 68.6
Case 90 Radial Ceiling 15 18.8 65.8 20.4 68.7
Case 77 Slot Ceiling 15 18.8 65.8 204 68.7
Case 76 Radial Ceiling 15 18.8 65.8 20.4 68.7
Case2l Low Ind Ceiling 15 18.8 65.8 20.4 68.7
Case 92 Low Ind Ceiling 15 18.8 65.8 20.4 68.7
Case 26 Slot Ceiling 15 18.8 65.8 20.4 68.7
Case 78 Low Ind Ceiling 15 18.8 65.8 20.4 68.7
Case 04 Slot Ceiling 15 18.8 65.8 20.4 68.8
Case44 Radial (rot 90°) Ceiling 15 18.8 65.8 20.4 68.8
Case 91 Slot Ceiling 15 18.8 65.8 20.5 68.8
Case 50 Radial Ceiling 15 18.8 65.8 20.5 68.8
Case 52 Radial Ceiling 15 18.8 65.8 20.5 68.8
Case 08 Low Ind High 15 18.8 65.8 20.5 68.9
Case 42 Low Ind Ceiling x4 15 18.8 65.8 20.5 68.9
Casebl Radial Ceiling 15 18.8 65.8 20.5 69.0
Case 05 Slot High 15 18.8 65.8 20.5 69.0
Cae4l Slot Ceiling x4 15 18.8 65.8 20.5 69.0
Case 40 Radial Ceiling x4 15 18.8 65.8 20.5 69.0
Case 49 Radial Ceiling 15 18.8 65.8 20.5 69.0
Case20 Slot Ceiling 15 18.8 65.8 20.6 69.0
Case 48 Radial Ceiling 15 18.8 65.8 20.6 69.1
Case 02 Radial High 15 18.8 65.8 20.7 69.2
Case 37 Radial Ceiling/Low 50/50 15 18.8 65.8 20.7 69.3
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CaseName = Supply Diffuser =~ Exhaust Location | Supply ACH Supply Supply Room Temp Room Temp

Type and Number Temperature (°C) | Temperature (°F) (°C) (°F)
Case 85 Radial Low 15 175 63.5 20.7 69.3
Case 38 Slot Ceiling/Low 50/50 15 18.8 65.8 20.8 69.4
Case 39 Low Ind Ceiling/Low 50/50 15 18.8 65.8 20.8 69.4
Case 65 Low Ind Low 15 17.5 63.5 20.8 69.5
Case 13 Slot Low 15 20.7 69.3 20.8 69.5
Case 10 Radial Ceiling 15 20.7 69.3 20.9 69.7
Case 72 Radial High x4/ Low x2 15 18.8 65.8 21.1 69.9
Case 74 Low Ind High x4/ Low x2 15 18.8 65.8 211 70.0
Case 75 Radial Ceiling/Low 50/50 15 18.8 65.8 21.1 70.0
Case 73 Slot High x4/ Low x2 15 18.8 65.8 211 70.0
Case 14 Low Ind Ceiling 15 20.7 69.3 21.1 70.0
Case 12 Slot Ceiling 15 20.7 69.3 211 70.0
Case 64 Low Ind Low 20 18.9 66.0 21.2 70.1
Case 86 Slot Low 15 17.5 63.5 21.2 70.1
Case 29 Low Ind Low 5 11 51.8 21.2 70.1
Case 15 Low Ind Low 15 20.7 69.3 21.2 70.2
Case 68 Low Ind Low 20 18.9 66.0 21.2 70.2
Case 22 Radial Low 15 18.8 65.8 21.2 70.2
Case 69 Radial High x4/ Low x4 15 18.8 65.8 21.3 70.3
Case 82 Radial 2 Door exhausts 15 18.8 65.8 21.3 70.3
Case 11 Radial Low 15 20.7 69.3 21.3 70.4
Case 31 Radial Low 15 17.5 63.5 214 70.5
Case 83 Slot 2 Door exhausts 15 175 63.5 21.4 70.6
Case 70 Slot High x4/ Low x4 15 18.8 65.8 214 70.6
Case 84 Low Ind 2 Door exhausts 15 17.5 63.5 215 70.7
Case 71 Low Ind High x4 / Low x4 15 18.8 65.8 21.6 70.8
Case 57 Radial Low 15 18.8 65.8 21.7 711
Case 23 Slot Low 15 18.8 65.8 21.8 71.2
Case 58 Slot High 15 18.8 65.8 21.8 712
Case 79 Radial 2 Door exhausts 15 18.8 65.8 219 715
Case 32 Slot Low 15 17.5 63.5 22.0 715
Case 33 Low Ind Low 15 17.5 63.5 22.0 715
Case 61 Low Ind Low 15 18.8 65.8 22.0 717
Case 03 Radial Low 15 18.8 65.8 22.1 717
Case 80 Slot 2 Door exhausts 15 18.8 65.8 221 71.8
Case 24 Low Ind Low 15 18.8 65.8 22.1 718
Case 06 Slot Low 15 18.8 65.8 22.3 72.1
Case 28 Low Ind Low 10 16.8 62.2 22.3 72.1
Case 81 Low Ind 2 Door exhausts 15 18.8 65.8 225 724
Case 87 Radial Low 15 19.2 66.6 225 724
Case 88 Slot Low 15 19.2 66.6 22.6 72.6
Case 09 Low Ind Low 15 18.8 65.8 22.6 72.6
Case 30 Low Ind Low 20 19.8 67.6 22.6 72.6
Case 89 Low Ind Low 15 19.2 66.6 22.9 733
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Table3.02 Ranking of Cases with respect to Cage Temperature

CaseName Supply Diffuser =~ Exhaust Location | Supply ACH Supply Supply Cage Temp Cage Temp
Type and Number Temperature (°C) | Temperature (°F) (°C) (°F)

Case 66 Low Ind Low 5 6.6 439 20.6 69.1
Case 62 Low Ind Low 5 6.6 439 20.9 69.6
Case 35 Slot Ceiling 15 175 63.5 213 704
Case 34 Redial Ceiling 15 175 63.5 214 70.4
Case 36 Low Ind Ceiling 15 17.5 63.5 215 70.6
Case 55 Low Ind Ceiling 15 18.8 65.8 216 70.9
Case 97 Slot Ceiling 15 17.5 63.5 21.6 71.0
Case 54 Slot Ceiling 15 18.8 65.8 21.7 71.0
Case 53 Radial Ceiling 15 18.8 65.8 21.7 71.0
Case 98 Low ind Ceiling 15 17.5 63.5 217 711
Case 19 Redial Ceiling 15 18.8 65.8 217 711
Case 96 Radial Ceiling 15 17.5 63.5 218 712
Case 94 Slot Ceiling 15 17.5 63.5 219 713
Case 67 Low Ind Low 10 14.8 58.6 21.9 714
Case 75 Redial Ceiling/Low 50/50 15 18.8 65.8 21.9 714
Case 60 Low Ind High 15 18.8 65.8 219 71.4
Case 63 Low Ind Low 10 14.8 58.6 219 714
Case 90 Radial Ceiling 15 18.8 65.8 219 715
Case 95 Low Ind Ceiling 15 175 63.5 219 715
Case 93 Radial Ceiling 15 17.5 63.5 219 715
Case 92 Low Ind Ceiling 15 18.8 65.8 220 71.6
Case 91 Slot Ceiling 15 18.8 65.8 220 71.6
Case 43 | Low Ind (rot 90°) Ceiling 15 18.8 65.8 22.0 71.6
Case 46 Radial Ceiling 15 18.8 65.8 22.0 71.6
Case2l Low Ind Ceiling 15 18.8 65.8 22.0 71.6
Case 59 Slot Low 15 18.8 65.8 22.0 71.6
Basecase Radial Ceiling 15 18.8 65.8 22.1 717
Cae 18 Low Ind Ceiling 15 18.8 65.8 22.1 71.7
Case 45 Radial Ceiling 15 18.8 65.8 22.1 717
Case 17 Slot Ceiling 15 18.8 65.8 22.1 71.7
Case20 Slot Ceiling 15 18.8 65.8 22.1 717
Case 47 Radial Ceiling 15 18.8 65.8 22.1 71.7
Case 78 Low Ind Ceiling 15 18.8 65.8 221 71.8
Case 56 Radial High 15 18.8 65.8 22.1 71.8
Case 27 Low Ind Ceiling 15 18.8 65.8 22.1 71.8
Case 48 Radial Ceiling 15 18.8 65.8 22.1 71.8
Case 76 Radial Ceiling 15 18.8 65.8 22.1 71.8
Case 26 Slot Ceiling 15 18.8 65.8 22.1 71.8
Case 77 Slot Ceiling 15 18.8 65.8 22.1 71.9
Case44 Radial (rot 90°) Ceiling 15 18.8 65.8 222 71.9
Case 04 Slot Ceiling 15 18.8 65.8 22.2 71.9
Case 50 Radial Ceiling 15 18.8 65.8 22.2 71.9
Case 49 Radial Ceiling 15 18.8 65.8 22.2 71.9
Case 40 Radial Ceiling x4 15 18.8 65.8 22.2 71.9
Case 42 Low Ind Ceiling x4 15 18.8 65.8 22.2 71.9
Casebl Radial Ceiling 15 18.8 65.8 22.2 71.9
Case25 Radial Ceiling 15 18.8 65.8 22.2 72.0
Case 83 Slot 2 Door exhausts 15 17.5 63.5 222 72.0
Case 08 Low Ind High 15 18.8 65.8 222 72.0
Cae4l Slot Ceiling x4 15 18.8 65.8 22.2 72.0
Case 37 Radial Ceiling/Low 50/50 15 18.8 65.8 22.3 721
Case 05 Slot High 15 18.8 65.8 22.3 72.1
Case 82 Radial 2 Door exhausts 15 18.8 65.8 22.3 721
Case 86 Slot Low 15 17.5 63.5 22.3 72.1
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Case Name Supply Diffuser ~ Exhaust Location | Supply ACH Supply Supply Cage Temp Cage Temp

Type and Number Temperature (°C) | Temperature (°F) (°C) (°F)
Case 02 Radial High 15 18.8 65.9 22.3 72.2
Case 85 Radial Low 15 17.5 63.5 22.4 72.3
Case 38 Slot Ceiling/Low 50/50 15 18.8 65.8 224 72.3
Case 39 Low Ind Ceiling/Low 50/50 15 18.8 65.8 224 72.3
Case 65 Low Ind Low 15 17.5 63.5 224 724
Case 07 Low Ind Ceiling 15 18.8 65.8 225 724
Case 52 Radial Celling 15 18.8 65.8 22.5 725
Case 22 Radial Low 15 18.8 65.8 225 725
Case 84 Low Ind 2 Door exhausts 15 175 63.5 225 725
Case 72 Radial High x4/ Low x2 15 18.8 65.8 225 72.6
Case 73 Slot High x4/ Low x2 15 18.8 65.8 22.6 727
Case 74 Low Ind High x4/ Low x2 15 18.8 65.8 226 72.7
Case 29 Low Ind Low 5 11 51.8 22.6 72.8
Case 87 Radial Low 15 19.2 66.6 22.7 72.8
Case 64 Low Ind Low 20 18.9 66.0 22.7 72.8
Case 31 Radial Low 15 17.5 63.5 22.7 72.8
Case 23 Slot Low 15 18.8 65.8 22.7 72.9
Case 69 Radial High x4/ Low x4 15 18.8 65.8 227 72.9
Case 11 Radial Low 15 20.7 69.3 22.7 72.9
Case 68 Low Ind Low 20 189 66.0 22.8 73.0
Case 13 Slot Low 15 20.7 69.3 22.8 73.0
Case 14 Low Ind Ceiling 15 20.7 69.3 22.8 73.0
Case 16 Radial Ceiling 15 18.8 65.8 229 731
Case 70 Slot High x4/ Low x4 15 18.8 65.8 229 73.2
Case 32 Slot Low 15 17.5 63.5 22.9 73.2
Case 12 Slot Ceiling 15 20.7 69.3 229 732
Case 71 Low Ind High x4/ Low x4 15 18.8 65.8 23.0 73.3
Case 57 Radial Low 15 18.8 65.8 23.0 734
Case 58 Slot High 15 18.8 65.8 231 735
Case 79 Radial 2 Door exhausts 15 18.8 65.8 231 73.6
Case 61 Low Ind Low 15 18.8 65.8 231 73.6
Case 33 Low Ind Low 15 17.5 63.5 23.2 73.7
Case 24 Low Ind Low 15 18.8 65.8 232 73.7
Case 80 Slot 2 Door exhausts 15 18.8 65.8 232 73.8
Case 10 Radial Celling 15 20.7 69.3 23.2 73.8
Case 15 Low Ind Low 15 20.7 69.3 23.2 73.8
Case 28 Low Ind Low 10 16.8 62.2 233 74.0
Case 03 Radial Low 15 18.8 65.8 234 74.0
Case 81 Low Ind 2 Door exhausts 15 18.8 65.8 234 74.1
Case 06 Slot Low 15 18.8 65.8 234 74.2
Case 88 Slot Low 15 19.2 66.6 235 74.4
Case 09 Low Ind Low 15 18.8 65.8 23.6 74.5
Case 30 Low Ind Low 20 19.8 67.6 23.6 74.6
Case 89 Low Ind Low 15 19.2 66.6 23.7 74.6
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Table 3.03 Ranking of Cases with respect to Room Relative Humidity

CaseName  Supply Diffuser ~ Exhaust Location = Supply ACH Supply Supply Room RH ( percent)
Type and Number Temperature (°C) Temperature (°F)
Case 89 Low Ind Low 15 19.2 66.6 47.1
Case 88 Slot Low 15 19.2 66.6 48.1
Case 30 Low Ind Low 20 19.8 67.6 48.2
Case 09 Low Ind Low 15 18.8 65.8 484
Case 87 Radia Low 15 19.2 66.6 48.4
Case 81 Low Ind 2 Door exhausts 15 18.8 65.8 48.7
Case 06 Slot Low 15 18.8 65.8 49.2
Case 28 Low Ind Low 10 16.8 62.2 49.5
Case 03 Radia Low 15 18.8 65.8 49.7
Case 24 Low Ind Low 15 18.8 65.8 49.8
Case 80 Slot 2 Door exhausts 15 18.8 65.8 49.8
Case 61 Low Ind Low 15 18.8 65.8 49.8
Case 79 Radial 2 Door exhausts 15 18.8 65.8 50.3
Case 32 Slot Low 15 17.5 63.5 50.5
Case 58 Slot High 15 18.8 65.8 50.6
Case 33 Low Ind Low 15 17.5 63.5 50.7
Case 23 Slot Low 15 18.8 65.8 50.7
Case 57 Radia Low 15 18.8 65.8 50.7
Case 71 Low Ind High x4/ Low x4 15 18.8 65.8 51.2
Case 70 Slot High x4 / Low x4 15 18.8 65.8 51.4
Case 11 Radial Low 15 20.7 69.3 52.0
Case 69 Radial High x4/ Low x4 15 18.8 65.8 52.2
Case 31 Radia Low 15 175 63.5 52.3
Case 15 Low Ind Low 15 20.7 69.3 52.3
Case 84 Low Ind 2 Door exhausts 15 175 63.5 52.3
Case 22 Radial Low 15 18.8 65.8 52.3
Case 12 Slot Ceiling 15 20.7 69.3 52.3
Case 73 Slot High x4/ Low x2 15 18.8 65.8 52.6
Case 83 Slot 2 Door exhausts 15 175 63.5 52.6
Case 68 Low Ind Low 20 189 66.0 52.7
Case 14 Low Ind Ceiling 15 20.7 69.3 52.7
Case 74 Low Ind High x4/ Low x2 15 18.8 65.8 52.7
Case 75 Radial Ceiling/Low 50/50 15 18.8 65.8 52.7
Case 82 Radia 2 Door exhausts 15 18.8 65.8 52.8
Case 72 Radial High x4/ Low x2 15 18.8 65.8 52.8
Case 64 Low Ind Low 20 189 66.0 52.9
Case 86 Slot Low 15 175 63.5 531
Case 10 Radial Ceiling 15 20.7 69.3 531
Case 29 Low Ind Low 5 11 51.8 53.2
Case 13 Slot Low 15 20.7 69.3 53.5
Case 38 Slot Ceiling/Low 50/50 15 18.8 65.8 53.9
Case 39 Low Ind Ceiling/Low 50/50 15 18.8 65.8 54.0
Case 37 Radial Ceiling/Low 50/50 15 18.8 65.8 54.2
Case 02 Radia High 15 18.8 65.8 54.3
Case 40 Radial Celling x4 15 18.8 65.8 54.4
Case 65 Low Ind Low 15 175 63.5 54.4
Case 48 Radial Ceiling 15 18.8 65.8 54.5
Case 49 Radial Celling 15 18.8 65.8 54.6
Case 05 Slot High 15 18.8 65.8 54.6
Case 41 Slot Celling x4 15 18.8 65.8 54.6
Case 85 Radia Low 15 17.5 63.5 54.7
Case 20 Slot Ceiling 15 18.8 65.8 54.8
Case 42 Low Ind Ceiling x4 15 18.8 65.8 54.8

Case 51 Radial Ceiling 15 18.8 65.8 54.8
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CaseName  Supply Diffuser =~ Exhaust Location = Supply ACH Supply Supply Room RH ( percent)
Type and Number Temperature (°C) Temperature (°F)

Case 50 Radial Celling 15 18.8 65.8 549
Case 91 Slot Ceiling 15 18.8 65.8 55.0
Case 08 Low Ind High 15 18.8 65.8 55.0
Case 26 Slot Ceiling 15 18.8 65.8 55.0
Case 59 Slot Low 15 18.8 65.8 55.0
Case 52 Radial Ceiling 15 18.8 65.8 55.0
Case 92 Low Ind Ceiling 15 18.8 65.8 55.0
Case 78 Low Ind Ceiling 15 18.8 65.8 55.1
Case 04 Slot Ceiling 15 18.8 65.8 55.1
Case 77 Slot Ceiling 15 18.8 65.8 55.2
Case 44 Radial (rot 90°) Ceiling 15 18.8 65.8 55.2
Case 76 Radial Ceiling 15 18.8 65.8 55.2
Case21 Low Ind Ceiling 15 18.8 65.8 55.2
Case 90 Radial Ceiling 15 18.8 65.8 55.4
Basecase Radial Ceiling 15 18.8 65.8 55.4
Case 56 Radial High 15 18.8 65.8 55.5
Case 47 Radial Ceiling 15 18.8 65.8 55.5
Case 27 Low Ind Ceiling 15 18.8 65.8 55.5
Case25 Radial Ceiling 15 18.8 65.8 55.6
Case 45 Radial Ceiling 15 18.8 65.8 55.6
Case 60 Low Ind High 15 18.8 65.8 55.6
Case 43 Low Ind (rot 90°) Ceiling 15 18.8 65.8 55.8
Case 95 Low Ind Ceiling 15 17.5 63.5 55.9
Case 46 Radial Ceiling 15 18.8 65.8 55.9
Case 19 Radial Ceiling 15 18.8 65.8 55.9
Case 93 Radial Ceiling 15 17.5 63.5 55.9
Case 17 Slot Ceiling 15 18.8 65.8 56.0
Case 18 Low Ind Ceiling 15 18.8 65.8 56.0
Case 16 Radial Ceiling 15 18.8 65.8 56.2
Case %4 Slot Ceiling 15 17.5 63.5 56.3
Case 07 Low Ind Ceiling 15 18.8 65.8 56.7
Case 63 Low Ind Low 10 14.8 58.6 56.8
Case 98 Low ind Ceiling 15 17.5 63.5 56.9
Case 96 Radial Ceiling 15 17.5 63.5 57.0
Case 97 Slot Ceiling 15 17.5 63.5 57.0
Case 67 Low Ind Low 10 14.8 58.6 57.2
Case 35 Slot Ceiling 15 17.5 63.5 57.4
Case 55 Low Ind Ceiling 15 18.8 65.8 57.4
Case 54 Slot Ceiling 15 18.8 65.8 57.4
Case 53 Radial Ceiling 15 18.8 65.8 57.5
Case 34 Radial Ceiling 15 17.5 63.5 57.5
Case 36 Low Ind Ceiling 15 17.5 63.5 57.7
Case 62 Low Ind Low 5 6.6 43.9 62.6

Case 66 Low Ind Low 5 6.6 43.9 64.4
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Table 3.04 Ranking of Cases with respect to Cage RH

CaseName = Supply Diffuser ~ Exhaust Location = Supply ACH Supply Supply Cage RH ( percent)
Type and Number Temperature (°C) Temperature (°F)
Case 62 Low Ind Low 5 6.6 43.9 52.8
Case 66 Low Ind Low 5 6.6 439 53.0
Case 84 Low Ind 2 Door exhausts 15 175 63.5 53.0
Case 29 Low Ind Low 5 11 51.8 55.8
Case 87 Radial Low 15 19.2 66.6 56.3
Case 64 Low Ind Low 20 189 66.0 56.5
Case 23 Slot Low 15 18.8 65.8 56.9
Case 69 Radial High x4/ Low x4 15 18.8 65.8 57.1
Case 68 Low Ind Low 20 189 66.0 575
Case 32 Slot Low 15 175 63.5 57.5
Case 57 Radial Low 15 18.8 65.8 58.3
Case 79 Radial 2 Door exhausts 15 18.8 65.8 58.6
Case 33 Low Ind Low 15 175 63.5 58.7
Case 24 Low Ind Low 15 18.8 65.8 58.7
Case 80 Slot 2 Door exhausts 15 18.8 65.8 590.1
Case 28 Low Ind Low 10 16.8 62.2 50.1
Case 03 Radial Low 15 18.8 65.8 60.2
Case 81 Low Ind 2 Door exhausts 15 18.8 65.8 60.2
Case 06 Slot Low 15 18.8 65.8 60.2
Case 88 Slot Low 15 19.2 66.6 60.4
Case 09 Low Ind Low 15 18.8 65.8 60.6
Case 30 Low Ind Low 20 19.8 67.6 60.9
Case 89 Low Ind Low 15 19.2 66.6 60.9
Case 22 Radial Low 15 18.8 65.8 61.1
Case 31 Radial Low 15 175 63.5 61.4
Case 58 Slot High 15 18.8 65.8 61.4
Case 61 Low Ind Low 15 18.8 65.8 61.6
Case 71 Low Ind High x4/ Low x4 15 18.8 65.8 61.6
Case 10 Radial Ceiling 15 20.7 69.3 61.7
Case 15 Low Ind Low 15 20.7 69.3 61.7
Case 70 Slot High x4/ Low x4 15 18.8 65.8 61.8
Case 82 Radial 2 Door exhausts 15 18.8 65.8 61.9
Case 72 Radial High x4/ Low x2 15 18.8 65.8 61.9
Case 86 Slot Low 15 17.5 63.5 62.0
Case 02 Radial High 15 18.8 65.8 62.0
Case 41 Slot Ceiling x4 15 18.8 65.8 62.3
Case 74 Low Ind High x4/ Low x2 15 18.8 65.8 62.3
Case 37 Radial Ceiling/Low 50/50 15 18.8 65.8 62.4
Case 38 Slot Ceiling/Low 50/50 15 18.8 65.8 62.4
Case 05 Slot High 15 18.8 65.8 62.5
Case 20 Slot Celling 15 18.8 65.8 62.6
Case 65 Low Ind Low 15 175 63.5 62.7
Case 04 Slot Celling 15 18.8 65.8 62.7
Case 42 Low Ind Ceiling x4 15 18.8 65.8 62.8
Case 92 Low Ind Celling 15 18.8 65.8 62.8
Case 85 Radial Low 15 17.5 63.5 62.8
Case 39 Low Ind Ceiling/Low 50/50 15 18.8 65.8 62.9
Case 73 Slot High x4/ Low x2 15 18.8 65.8 62.9
Case 90 Radial Celling 15 18.8 65.8 63.3
Case 91 Slot Celling 15 18.8 65.8 63.4
Case 11 Radial Low 15 20.7 69.3 63.6
Case 12 Slot Celling 15 20.7 69.3 63.6
Case 50 Radial Celling 15 18.8 65.8 63.7
Case 18 Low Ind Celling 15 18.8 65.8 63.8
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CaseName | Supply Diffuser Exhaust Location = Supply ACH Supply Supply Cage RH ( percent)
Type and Number Temperature (°C) Temperature (°F)

Case 08 Low Ind High 15 18.8 65.8 63.8
Case 17 Slot Ceiling 15 18.8 65.8 63.9
Case 16 Radial Ceiling 15 18.8 65.8 64.0
Case 76 Radial Ceiling 15 18.8 65.8 64.1
Case 21 Low Ind Ceiling 15 18.8 65.8 64.1
Case 95 Low Ind Ceiling 15 17.5 63.5 64.1
Case 77 Slot Celling 15 18.8 65.8 64.2
Case 14 Low Ind Ceiling 15 20.7 69.3 64.2
Case 97 Slot Celling 15 17.5 63.5 64.2
Case 94 Slot Ceiling 15 17.5 63.5 64.4
Case 56 Radial High 15 18.8 65.8 64.4
Case 43 Low Ind (rot 90°) Ceiling 15 18.8 65.8 64.6
Case 19 Radial Ceiling 15 18.8 65.8 64.6
Case 78 Low Ind Ceiling 15 18.8 65.8 64.7
Case 52 Radial Ceiling 15 18.8 65.8 64.8
Case 40 Radial Ceiling x4 15 18.8 65.8 64.8
Case 45 Radial Ceiling 15 18.8 65.8 64.9
Case 75 Radial Ceiling/Low 50/50 15 18.8 65.8 64.9
Case 63 Low Ind Low 10 14.8 58.6 64.9
Case 93 Radial Ceiling 15 17.5 63.5 65.0
Case 47 Radial Ceiling 15 18.8 65.8 65.1
Case 49 Radial Ceiling 15 18.8 65.8 65.2
Case 46 Radial Ceiling 15 18.8 65.8 65.2
Caseb51 Radial Ceiling 15 18.8 65.8 65.3
Case 35 Slot Ceiling 15 17.5 63.5 65.5
Case 67 Low Ind Low 10 14.8 58.6 65.8
Case 98 Low ind Ceiling 15 17.5 63.5 65.8
Case 96 Radial Ceiling 15 17.5 63.5 65.8
Case 54 Slot Ceiling 15 18.8 65.8 66.0
Case 44 Radial (rot 90°) Ceiling 15 18.8 65.8 66.0
Case 48 Radial Ceiling 15 18.8 65.8 66.1
Case 07 Low Ind Ceiling 15 18.8 65.8 66.4
Case 13 Slot Low 15 20.7 69.3 66.5
Case 36 Low Ind Ceiling 15 17.5 63.5 66.5
Basecase Radial Ceiling 15 18.8 65.8 66.8
Case 83 Slot 2 Door exhausts 15 17.5 63.5 66.8
Case 59 Slot Low 15 18.8 65.8 66.9
Case 34 Radial Ceiling 15 17.5 63.5 67.2
Case 55 Low Ind Ceiling 15 18.8 65.8 67.8
Case53 Radial Ceiling 15 18.8 65.8 68.8
Case 60 Low Ind High 15 18.8 65.8 69.1
Case 25 Radial Ceiling 15 18.8 65.8 73.0
Case 27 Low Ind Ceiling 15 18.8 65.8 74.8
Case 26 Slot Ceiling 15 18.8 65.8 81.2
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Table 3.05 Ranking of Cases with respect to Room CO;,

CaseName  Supply Diffuser ~ Exhaust Location = Supply ACH Supply Supply Room CG; (ppm)
Type and Number Temperature (°C) Temperature (°F)

Case 59 Slot Low 15 18.8 65.8 15
Case 12 Slot Ceiling 15 20.7 69.3 17
Case 40 Radial Ceiling x4 15 18.8 65.8 21
Case 70 Slot High x4/ Low x4 15 18.8 65.8 24
Case 10 Radial Ceiling 15 20.7 69.3 29
Case 26 Slot Ceiling 15 18.8 65.8 35
Basecase Radial Ceiling 15 18.8 65.8 36
Case 13 Slot Low 15 20.7 69.3 37
Case 16 Radial Ceiling 15 18.8 65.8 37
Case 73 Slot High x4/ Low x2 15 18.8 65.8 37
Case 47 Radial Ceiling 15 18.8 65.8 40
Case 92 Low Ind Ceiling 15 18.8 65.8 41
Case 46 Radial Ceiling 15 18.8 65.8 43
Case 87 Radia Low 15 19.2 66.6 45
Case 11 Radial Low 15 20.7 69.3 48
Case 74 Low Ind High x4/ Low x2 15 18.8 65.8 48
Case 75 Radial Ceiling/Low 50/50 15 18.8 65.8 48
Case 88 Slot Low 15 19.2 66.6 48
Case 15 Low Ind Low 15 20.7 69.3 48
Case 72 Radial High x4/ Low x2 15 18.8 65.8 48
Case 05 Slot High 15 18.8 65.8 49
Case 77 Slot Ceiling 15 18.8 65.8 50
Case 41 Slot Ceiling x4 15 18.8 65.8 51
Case 69 Radial High x4/ Low x4 15 18.8 65.8 51
Case 71 Low Ind High x4/ Low x4 15 18.8 65.8 51
Case 49 Radial Ceiling 15 18.8 65.8 52
Case 14 Low Ind Ceiling 15 20.7 69.3 52
Case 45 Radia Ceiling 15 18.8 65.8 52
Case 50 Radial Ceiling 15 18.8 65.8 55
Case 76 Radial Ceiling 15 18.8 65.8 55
Case 78 Low Ind Ceiling 15 18.8 65.8 55
Case 60 Low Ind High 15 18.8 65.8 57
Case 07 Low Ind Ceiling 15 18.8 65.8 57
Case 55 Low Ind Ceiling 15 18.8 65.8 57
Case 91 Slot Ceiling 15 18.8 65.8 57
Case 57 Radial Low 15 18.8 65.8 57
Case 53 Radial Ceiling 15 18.8 65.8 58
Case 37 Radial Ceiling/Low 50/50 15 18.8 65.8 59
Case 19 Radial Ceiling 15 18.8 65.8 59
Case 54 Slot Ceiling 15 18.8 65.8 60
Case 25 Radial Ceiling 15 18.8 65.8 60
Case 22 Radial Low 15 18.8 65.8 61
Case 27 Low Ind Ceiling 15 18.8 65.8 61
Case 21 Low Ind Ceiling 15 18.8 65.8 62
Case 04 Slot Ceiling 15 18.8 65.8 62
Case 89 Low Ind Low 15 19.2 66.6 62
Case 38 Slot Ceiling/Low 50/50 15 18.8 65.8 62
Case 23 Slot Low 15 18.8 65.8 63
Case 42 Low Ind Ceiling x4 15 18.8 65.8 63
Case 30 Low Ind Low 20 19.8 67.6

Case 08 Low Ind High 15 18.8 65.8 64
Case 03 Radial Low 15 18.8 65.8

Case 48 Radial Ceiling 15 18.8 65.8 65

Case 02 Radial High 15 18.8 65.8 65
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CaseName  Supply Diffuser =~ Exhaust Location  Supply ACH Supply Supply Room CG, (ppm)
Type and Number Temperature (°C) Temperature (°F)
Case 52 Radial Ceiling 15 18.8 65.8 65
Case 43 | Low Ind (rot 90°) Ceiling 15 18.8 65.8 65
Case51 Radial Ceiling 15 18.8 65.8 67
Case 58 Slot High 15 18.8 65.8 68
Case 61 Low Ind Low 15 18.8 65.8 69
Case 56 Radial High 15 18.8 65.8 69
Case 95 Low Ind Ceiling 15 175 63.5 69
Case 39 Low Ind Ceiling/Low 50/50 15 18.8 65.8 71
Case 06 Slot Low 15 18.8 65.8 72
Case 90 Radial Ceiling 15 18.8 65.8 72
Case 44 Radial (rot 90°) Ceiling 15 18.8 65.8 74
Case 20 Slot Ceiling 15 18.8 65.8 75
Case 17 Slot Ceiling 15 18.8 65.8 78
Case 18 Low Ind Ceiling 15 18.8 65.8 79
Case 79 Radial 2 Door exhausts 15 18.8 65.8 81
Case24 Low Ind Low 15 18.8 65.8 81
Case 98 Low ind Ceiling 15 17.5 63.5 83
Case 93 Radial Ceiling 15 17.5 63.5 86
Case 09 Low Ind Low 15 18.8 65.8 88
Case8l Low Ind 2 Door exhausts 15 18.8 65.8 89
Case 80 Slot 2 Door exhausts 15 18.8 65.8 90
Case 68 Low Ind Low 20 18.9 66.0 93
Case 64 Low Ind Low 20 18.9 66.0 93
Case 96 Radial Ceiling 15 17.5 63.5 100
Case 3l Radial Low 15 17.5 63.5 107
Case 97 Slot Ceiling 15 17.5 63.5 111
Case 28 Low Ind Low 10 16.8 62.2 113
Case 82 Radial 2 Door exhausts 15 18.8 65.8 116
Case 94 Slot Ceiling 15 17.5 63.5 117
Case 35 Slot Ceiling 15 17.5 63.5 122
Case 86 Slot Low 15 17.5 63.5 124
Case 32 Slot Low 15 17.5 63.5 125
Case 85 Radial Low 15 175 63.5 132
Case 65 Low Ind Low 15 17.5 63.5 133
Case 36 Low Ind Ceiling 15 17.5 63.5 134
Case 34 Radial Ceiling 15 17.5 63.5 136
Case 29 Low Ind Low 5 11 51.8 140
Case 33 Low Ind Low 15 175 63.5 143
Case 84 Low Ind 2 Door exhausts 15 17.5 63.5 152
Case 83 Slot 2 Door exhausts 15 175 63.5 167
Case 67 Low Ind Low 10 14.8 58.6 201
Case 63 Low Ind Low 10 14.8 58.6 215
Case 66 Low Ind Low 5 6.6 43.9 318
Case 62 Low Ind Low 5 6.6 43.9 342
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Table3.06 Ranking of Cases with respect to Cage CO,

CaseName | Supply Diffuser Exhaust Location = Supply ACH Supply Supply Cage CQ
Type and Number Temperature (°C) Temperature (°F) (ppm)
Case 87 Radial Low 15 19.2 66.6 1391
Case 88 Slot Low 15 19.2 66.6 1550
Case 03 Radial Low 15 18.8 65.8 1568
Case 92 Low Ind Ceiling 15 18.8 65.8 1631
Case 89 Low Ind Low 15 19.2 66.6 1636
Case 79 Redial 2 Door exhausts 15 18.8 65.8 1647
Case 23 Slot Low 15 18.8 65.8 1652
Case 06 Slot Low 15 18.8 65.8 1652
Case 20 Slot Ceiling 15 18.8 65.8 1656
Case 52 Radial Ceiling 15 18.8 65.8 1665
Case 22 Radial Low 15 18.8 65.8 1665
Case 82 Radial 2 Door exhausts 15 18.8 65.8 1667
Case 30 Low Ind Low 20 19.8 67.6 1667
Case 90 Radial Ceiling 15 18.8 65.8 1673
Case 41 Slot Ceiling x4 15 18.8 65.8 1690
Case 02 Radial High 15 18.8 65.8 1703
Case 80 Slot 2 Door exhausts 15 18.8 65.8 1707
Case 04 Slot Ceiling 15 18.8 65.8 1709
Case 91 Slot Ceiling 15 18.8 65.8 1709
Case 37 Radial Ceiling/Low 50/50 15 18.8 65.8 1715
Case 97 Slot Ceiling 15 17.5 63.5 1725
Case 09 Low Ind Low 15 18.8 65.8 1725
Case 19 Radial Ceiling 15 18.8 65.8 1725
Case 42 Low Ind Ceiling x4 15 18.8 65.8 1728
Case 81 Low Ind 2 Door exhausts 15 18.8 65.8 1741
Case 05 Slot High 15 18.8 65.8 1742
Case 32 Slot Low 15 17.5 63.5 1747
Case 28 Low Ind Low 10 16.8 62.2 1749
Case 69 Radial High x4/ Low x4 15 18.8 65.8 1750
Case 83 Slot 2 Door exhausts 15 17.5 63.5 1756
Case 94 Slot Ceiling 15 17.5 63.5 1757
Case 35 Slot Ceiling 15 17.5 63.5 1761
Case 29 Low Ind Low 5 11 51.8 1764
Case 38 Slot Ceiling/Low 50/50 15 18.8 65.8 1776
Case 72 Radial High x4/ Low x2 15 18.8 65.8 1790
Case 18 Low Ind Ceiling 15 18.8 65.8 1791
Case 64 Low Ind Low 20 189 66.0 1808
Case 21 Low Ind Ceiling 15 18.8 65.8 1808
Case 17 Slot Ceiling 15 18.8 65.8 1815
Case 95 Low Ind Ceiling 15 17.5 63.5 1822
Case 93 Radial Ceiling 15 17.5 63.5 1822
Case 68 Low Ind Low 20 189 66.0 1838
Case 75 Radial Ceiling/Low 50/50 15 18.8 65.8 1839
Case 50 Radial Ceiling 15 18.8 65.8 1840
Case 39 Low Ind Ceiling/Low 50/50 15 18.8 65.8 1848
Case 84 Low Ind 2 Door exhausts 15 17.5 63.5 1853
Case 57 Radial Low 15 18.8 65.8 1855
Case 43 Low Ind (rot 90°) Ceiling 15 18.8 65.8 1855
Case 76 Radial Ceiling 15 18.8 65.8 1857
Case 54 Slot Ceiling 15 18.8 65.8 1869
Case 08 Low Ind High 15 18.8 65.8 1871
Case 36 Low Ind Ceiling 15 17.5 63.5 1878
Case 77 Slot Ceiling 15 18.8 65.8 1881
Case24 Low Ind Low 15 18.8 65.8 1883




Pagedll - 4

Volume Il — Section Il — Rankings of Results of Whole Room Runs
Case Name | Supply Diffuser Exhaust Location = Supply ACH Supply Supply Cage CQ
Type and Number Temperature (°C) Temperature (°F) (ppm)
Case 74 Low Ind High x4/ Low x2 15 18.8 65.8 1884
Case 56 Radial High 15 18.8 65.8 1886
Case 34 Radial Ceiling 15 175 63.5 1896
Case 86 Slot Low 15 17.5 63.5 1917
Case 78 Low Ind Ceiling 15 18.8 65.8 1919
Case 45 Radial Ceiling 15 18.8 65.8 1929
Case 85 Radial Low 15 175 63.5 1930
Case 31 Radial Low 15 17.5 63.5 1938
Case 46 Radial Ceiling 15 18.8 65.8 1943
Case 98 Low ind Ceiling 15 17.5 63.5 1955
Case 70 Slot High x4/ Low x4 15 18.8 65.8 1955
Case 96 Radial Celling 15 17.5 63.5 1957
Case 47 Radial Ceiling 15 18.8 65.8 1961
Case 73 Slot High x4/ Low x2 15 18.8 65.8 1966
Case 71 Low Ind High x4/ Low x4 15 18.8 65.8 1968
Case 33 Low Ind Low 15 175 63.5 1974
Case 40 Radial Ceiling x4 15 18.8 65.8 1975
Case 58 Slot High 15 18.8 65.8 1990
Case 65 Low Ind Low 15 175 63.5 2002
Case 49 Radial Ceiling 15 18.8 65.8 2025
Case 55 Low Ind Ceiling 15 18.8 65.8 2039
Case 61 Low Ind Low 15 18.8 65.8 2042
Case 51 Radial Ceiling 15 18.8 65.8 2045
Case 63 Low Ind Low 10 14.8 58.6 2081
Case 48 Radial Ceiling 15 18.8 65.8 2099
Case 11 Radial Low 15 20.7 69.3 2118
Case 44 Radial (rot 90°) Ceiling 15 18.8 65.8 2118
Case 10 Radial Ceiling 15 20.7 69.3 2119
Case 15 Low Ind Low 15 20.7 69.3 2119
Case 67 Low Ind Low 10 14.8 58.6 2144
Basecase Radial Ceiling 15 18.8 65.8 2158
Case 59 Slot Low 15 18.8 65.8 2161
Case 12 Slot Ceiling 15 20.7 69.3 2208
Case 53 Radial Ceiling 15 18.8 65.8 2212
Case 16 Radial Ceiling 15 18.8 65.8 2213
Case 14 Low Ind Ceiling 15 20.7 69.3 2215
Case 66 Low Ind Low 5 6.6 43.9 2318
Case 07 Low Ind Ceiling 15 18.8 65.8 2321
Case 62 Low Ind Low 5 6.6 43.9 2325
Case 60 Low Ind High 15 18.8 65.8 2354
Case 13 Slot Low 15 20.7 69.3 2491
Case 25 Radial Ceiling 15 18.8 65.8 3008
Case 27 Low Ind Ceiling 15 18.8 65.8 3171
Case 26 Slot Ceiling 15 18.8 65.8 3975




Volume 1l =50 Ventilation Design Handbook on Animal Research Facilities Using Static Microisolators

Table 3.07 Ranking of Cases with respect to Room NH3

CaseName  Supply Diffuser ~ Exhaust Location = Supply ACH Supply Supply Room NH; (day 4)
Type and Number Temperature (°C) Temperature (°F) (ppm)
Case 59 Slot Low 15 18.8 65.8 0.04
Case 12 Slot Ceiling 15 20.7 69.3 0.04
Case 70 Slot High x4/ Low x4 15 18.8 65.8 0.06
Case 40 Radial Ceiling x4 15 18.8 65.8 0.06
Case 10 Radial Ceiling 15 20.7 69.3 0.07
Case 73 Slot High x4/ Low x2 15 18.8 65.8 0.09
Case 16 Radial Ceiling 15 18.8 65.8 0.10
Case 87 Radial Low 15 19.2 66.6 0.10
Case 92 Low Ind Ceiling 15 18.8 65.8 0.10
Basecase Radial Celling 15 18.8 65.8 0.11
Case 13 Slot Low 15 20.7 69.3 0.11
Case 88 Slot Low 15 19.2 66.6 0.11
Case 47 Radial Ceiling 15 18.8 65.8 0.11
Case 15 Low Ind Low 15 20.7 69.3 0.11
Case 72 Radial High x4/ Low x2 15 18.8 65.8 0.11
Case 74 Low Ind High x4/ Low x2 15 18.8 65.8 0.11
Case 69 Radial High x4/ Low x4 15 18.8 65.8 0.12
Case 46 Radial Ceiling 15 18.8 65.8 0.12
Case 71 Low Ind High x4/ Low x4 15 18.8 65.8 0.12
Case 05 Slot High 15 18.8 65.8 0.12
Case 41 Slot Ceiling x4 15 18.8 65.8 0.12
Case 11 Radial Low 15 20.7 69.3 0.12
Case 57 Radial Low 15 18.8 65.8 0.13
Case 75 Radial Ceiling/Low 50/50 15 18.8 65.8 0.13
Case 77 Slot Ceiling 15 18.8 65.8 0.13
Case 14 Low Ind Ceiling 15 20.7 69.3 0.14
Case 22 Radial Low 15 18.8 65.8 0.14
Case 89 Low Ind Low 15 19.2 66.6 0.14
Case 50 Radial Ceiling 15 18.8 65.8 0.14
Case 37 Radial Ceiling/Low 50/50 15 18.8 65.8 0.14
Case 23 Slot Low 15 18.8 65.8 0.14
Case 45 Radial Ceiling 15 18.8 65.8 0.14
Case 49 Radial Ceiling 15 18.8 65.8 0.14
Case 30 Low Ind Low 20 19.8 67.6 0.14
Case 03 Radial Low 15 18.8 65.8 0.14
Case 76 Radial Ceiling 15 18.8 65.8 0.14
Case 91 Slot Ceiling 15 18.8 65.8 0.14
Case 78 Low Ind Ceiling 15 18.8 65.8 0.15
Case 38 Slot Ceiling/Low 50/50 15 18.8 65.8 0.15
Case 04 Slot Ceiling 15 18.8 65.8 0.15
Case 02 Radial High 15 18.8 65.8 0.15
Case 42 Low Ind Ceiling x4 15 18.8 65.8 0.16
Case 58 Slot High 15 18.8 65.8 0.16
Case 19 Radial Ceiling 15 18.8 65.8 0.16
Case 61 Low Ind Low 15 18.8 65.8 0.16
Case 26 Slot Ceiling 15 18.8 65.8 0.16
Case 06 Slot Low 15 18.8 65.8 0.16
Case 21 Low Ind Ceiling 15 18.8 65.8 0.16
Case 07 Low Ind Ceiling 15 18.8 65.8 0.16
Case 08 Low Ind High 15 18.8 65.8 0.16
Case 54 Slot Ceiling 15 18.8 65.8 0.17
Case 43 | Low Ind (rot 90°) Ceiling 15 18.8 65.8 0.17
Case 55 Low Ind Ceiling 15 18.8 65.8 0.17

Case 52 Radial Ceiling 15 18.8 65.8 0.18
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CaseName  Supply Diffuser  Exhaust Location = Supply ACH Supply Supply Room NH; (day 4)
Type and Number Temperature (°C) Temperature (°F) (ppm)
Case 39 Low Ind Ceiling/Low 50/50 15 18.8 65.8 0.18
Case 90 Radia Ceiling 15 18.8 65.8 0.18
Case 60 Low Ind High 15 18.8 65.8 0.18
Case 95 Low Ind Ceiling 15 17.5 63.5 0.18
Case 20 Slot Celling 15 18.8 65.8 0.18
Case 79 Radia 2 Door exhausts 15 18.8 65.8 0.18
Case 24 Low Ind Low 15 18.8 65.8 0.18
Case 56 Radial High 15 18.8 65.8 0.18
Case 48 Radial Ceiling 15 18.8 65.8 0.18
Case 51 Radial Ceiling 15 18.8 65.8 0.18
Case 53 Radial Ceiling 15 18.8 65.8 0.18
Case 09 Low Ind Low 15 18.8 65.8 0.20
Case 81 Low Ind 2 Door exhausts 15 18.8 65.8 0.20
Case 17 Slot Ceiling 15 18.8 65.8 0.20
Case 80 Slot 2 Door exhausts 15 18.8 65.8 0.20
Case 18 Low Ind Celling 15 18.8 65.8 0.20
Case 68 Low Ind Low 20 18.9 66.0 0.21
Case 64 Low Ind Low 20 189 66.0 0.21
Case 44 Radial (rot 90°) Ceiling 15 18.8 65.8 0.21
Cae25 Radial Ceiling 15 18.8 65.8 0.22
Case 98 Low ind Ceiling 15 17.5 63.5 0.23
Case 93 Radial Ceiling 15 17.5 63.5 0.24
Case 27 Low Ind Ceiling 15 18.8 65.8 0.24
Case3l Radial Low 15 17.5 63.5 0.24
Case 28 Low Ind Low 10 16.8 62.2 0.25
Case 82 Radial 2 Door exhausts 15 18.8 65.8 0.27
Case 32 Slot Low 15 17.5 63.5 0.28
Case 96 Radial Ceiling 15 17.5 63.5 0.28
Case 97 Slot Ceiling 15 17.5 63.5 0.29
Case 86 Slot Low 15 17.5 63.5 0.29
Case %4 Slot Ceiling 15 17.5 63.5 0.31
Case 29 Low Ind Low 5 11 51.8 0.32
Case 33 Low Ind Low 15 17.5 63.5 0.32
Case 85 Radial Low 15 17.5 63.5 0.33
Case 65 Low Ind Low 15 17.5 63.5 0.33
Case 35 Slot Ceiling 15 17.5 63.5 0.34
Cae 84 Low Ind 2 Door exhausts 15 17.5 63.5 0.34
Case 36 Low Ind Ceiling 15 17.5 63.5 0.39
Case 34 Radial Ceiling 15 17.5 63.5 0.41
Case 83 Slot 2 Door exhausts 15 175 63.5 0.49
Case 67 Low Ind Low 10 14.8 58.6 0.57
Case 63 Low Ind Low 10 14.8 58.6 0.58
Case 66 Low Ind Low 5 6.6 43.9 0.72
Case 62 Low Ind Low 5 6.6 43.9 0.77
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Table 3.08 Ranking of Cases with respect to Cage NH3 (Day 4)

CaseName Supply Diffuser = Exhaust L ocation Supply Supply Supply Cage NH
Type and Number ACH Temperature (°C), Temperature (day 4) (ppm)
°F
Case 87 Radial Low 15 19.2 é66)3 3.13
Case 88 Slot Low 15 19.2 66.6 3.49
Case 03 Radial Low 15 18.8 65.8 353
Case 89 Low Ind Low 15 19.2 66.6 3.68
Case 79 Radial 2 Door exhausts 15 18.8 65.8 3.70
Case 23 Slot Low 15 18.8 65.8 3.71
Case 06 Slot Low 15 18.8 65.8 3.72
Case 30 Low Ind Low 20 19.8 67.6 375
Case 22 Radia Low 15 18.8 65.8 3.77
Case 80 Slot 2 Door exhausts 15 18.8 65.8 384
Case 09 Low Ind Low 15 18.8 65.8 3.88
Case 81 Low Ind 2 Door exhausts 15 18.8 65.8 3.92
Case 82 Radia 2 Door exhausts 15 18.8 65.8 3.92
Case 32 Slot Low 15 175 63.5 3.93
Case 28 Low Ind Low 10 16.8 62.2 3.93
Case 69 Radial High x4/ Low x4 15 18.8 65.8 394
Case 29 Low Ind Low 5 11 51.8 3.97
Case 92 Low Ind Ceiling 15 18.8 65.8 4.02
Case 02 Radial High 15 18.8 65.8 4.03
Case 20 Slot Ceiling 15 18.8 65.8 4.04
Case 41 Slot Ceiling x4 15 18.8 65.8 4.06
Case 64 Low Ind Low 20 18.9 66.0 4.07
Case 37 Radial Ceiling/Low 50/50 15 18.8 65.8 413
Case 68 Low Ind Low 20 18.9 66.0 4.13
Case 84 Low Ind 2 Door exhausts 15 17.5 63.5 417
Case 57 Radia Low 15 18.8 65.8 4.17
Case 04 Slot Ceiling 15 18.8 65.8 4.18
Case 72 Radial High x4/ Low x2 15 18.8 65.8 422
Case 90 Radial Celling 15 18.8 65.8 4.22
Case 05 Slot High 15 18.8 65.8 423
Case 24 Low Ind Low 15 18.8 65.8 424
Case 42 Low Ind Ceiling x4 15 18.8 65.8 4.25
Case 38 Slot Ceiling/Low 50/50 15 18.8 65.8 4.28
Case 91 Slot Ceiling 15 18.8 65.8 4.33
Case 33 Low Ind Low 15 175 63.5 4.44
Case 31 Radial Low 15 175 63.5 4.45
Case 52 Radial Ceiling 15 18.8 65.8 4.49
Case 74 Low Ind High x4/ Low x2 15 18.8 65.8 453
Case 97 Slot Ceiling 15 175 63.5 454
Case 86 Slot Low 15 175 63.5 454
Case 71 Low Ind High x4/ Low x4 15 18.8 65.8 4.56
Case 58 Slot High 15 18.8 65.8 458
Case 39 Low Ind Ceiling/Low 50/50 15 18.8 65.8 458
Case 70 Slot High x4/ Low x4 15 18.8 65.8 458
Case 19 Radial Ceiling 15 18.8 65.8 461
Case 18 Low Ind Ceiling 15 18.8 65.8 4.62
Case 94 Slot Ceiling 15 175 63.5 4.66
Case 17 Slot Ceiling 15 18.8 65.8 471
Case 61 Low Ind Low 15 18.8 65.8 473
Case 21 Low Ind Ceiling 15 18.8 65.8 473
Case 50 Radial Ceiling 15 18.8 65.8 473
Case 85 Radia Low 15 175 63.5 4.76
Case 95 Low Ind Ceiling 15 175 63.5 477




Volume Il — Section Il — Rankings of Results of Whole Room Runs Pagedll - 5
CaseName Supply Diffuser = Exhaust L ocation Supply Supply Supply Cage NH;
Type and Number ACH Temperature (°C)| Temperature (day 4) (ppm)
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Case 08 Low Ind High 15 18.8 é5% 4.83
Case 76 Radial Ceiling 15 18.8 65.8 4.85
Case 73 Slot High x4/ Low x2 15 18.8 65.8 4.87
Case 65 Low Ind Low 15 175 63.5 4.90
Case 35 Slot Ceiling 15 175 63.5 4.90
Case 77 Slot Ceiling 15 18.8 65.8 4.94
Case 10 Radial Ceiling 15 20.7 69.3 494
Case 15 Low Ind Low 15 20.7 69.3 494
Case 43 | Low Ind (rot 90°) Ceiling 15 18.8 65.8 4.96
Case 93 Radial Ceiling 15 17.5 63.5 4.97
Case 75 Radial Ceiling/Low 50/50 15 18.8 65.8 4.98
Case 56 Radial High 15 18.8 65.8 5.01
Case 83 Slot 2 Door exhausts 15 17.5 63.5 5.15
Case 78 Low Ind Ceiling 15 18.8 65.8 5.16
Case 66 Low Ind Low 5 6.6 43.9 5.21
Case 45 Radial Ceiling 15 18.8 65.8 5.22
Case 62 Low Ind Low 5 6.6 43.9 5.23
Case 54 Slot Ceiling 15 18.8 65.8 5.32
Case 40 Radial Ceiling x4 15 18.8 65.8 5.33
Case 46 Radial Ceiling 15 18.8 65.8 5.35
Case 47 Radial Ceiling 15 18.8 65.8 5.36
Case1l Radial Low 15 20.7 69.3 5.42
Case 36 Low Ind Ceiling 15 17.5 63.5 5.44
Case 98 Low ind Ceiling 15 175 63.5 5.50
Case 96 Radial Ceiling 15 17.5 63.5 5.51
Case 49 Radial Ceiling 15 18.8 65.8 5.56
Case 51 Radial Ceiling 15 18.8 65.8 5.64
Case 63 Low Ind Low 10 14.8 58.6 5.64
Case12 Slot Ceiling 15 20.7 69.3 5.66
Case 34 Radial Ceiling 15 175 63.5 5.66
Case 16 Radial Ceiling 15 18.8 65.8 5.76
Case 14 Low Ind Ceiling 15 20.7 69.3 5.82
Case 48 Radial Ceiling 15 18.8 65.8 5.98
Case 44 Radial (rot 90°) Ceiling 15 18.8 65.8 6.03
Case 67 Low Ind Low 10 14.8 58.6 6.03
Case 55 Low Ind Ceiling 15 18.8 65.8 6.22
Basecase Radial Ceiling 15 18.8 65.8 6.33
Case 59 Slot Low 15 18.8 65.8 6.38
Case 07 Low Ind Ceiling 15 18.8 65.8 6.71
Case 53 Radial Ceiling 15 18.8 65.8 7.02
Case 13 Slot Low 15 20.7 69.3 7.21
Case 60 Low Ind High 15 18.8 65.8 7.56
Case 25 Radial Ceiling 15 18.8 65.8 11.05
Case 27 Low Ind Ceiling 15 18.8 65.8 12.31
Case 26 Slot Ceiling 15 18.8 65.8 18.42
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